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Overhead lines generally pass over a variety of regions encompassing different
kinds of physical terrain, climatic conditions and characteristic environments. High
voltage outdoor equipment is thus subject to various forms and degrees of constraint.
The most salient among these are recognized to be several types of pollution and the
atmospheric icing of insulators.
Studying and understanding arc initiation and propagation is a fundamental
aspect of designing weatherproof outdoor insulation suitable for use in cold climate
regions. Such a research will tend to contribute to the appropriate design and
manufacture of insulators able to withstand the wear and tear resulting from cold
climate conditions.
Within the scope of this study, the development of a self-consistent dynamic
model will be discussed for application to AC voltage in order to simulate arc behavior
on ice-covered insulator surfaces. The model considers the arc as time-dependent
impedance constituted of a resistance in series with an inductance. The arc resistance
throughout the period of arc propagation is determined by using Mayr's equation. The
unbridged ice layer is replaced with an equivalent resistance, where the surface
conductivity is calculated by taking the effect of melting water into account. A
comprehensive flowchart was established to model the propagation stage of arc. The
flowchart incorporates a tentative explanation for the flashover phenomenon on iced
insulators. The model responds to the variation of a number of major parameters,
namely, insulator length, applied water conductivity, and insulator diameter. Several
experiments were carried out on a simplified cylindrical model, as well as on a standard
post insulator unit, so as to corroborate the simulation results. Various insulator lengths
and applied water conductivities were investigated in the experiments. The model in
question was verified against the experimental results, and the simulated results reflect
the effects of all the major parameters in a consistent manner. The model was found to
be reliable in predicting the major variables of the arc propagation phenomenon such as




Les lignes aériennes de transport d'énergie électrique, parcourent de longues
distances et traversent en général des régions très différentes de par leur relief
(topographie du terrain, altitude, etc.), leur climat (température, pression, vent, etc.),
leur environnement (zones industrielles, régions côtières, etc.). De ce fait, les
équipements de transport d'énergie électrique sont exposés à diverses formes et degrés
de contraintes. Parmi celles-ci, la pollution et le givrage atmosphérique des isolateurs
sont reconnues comme étant les facteurs majeurs à l'origine des défauts enregistrés sur
les lignes aériennes.
Dans ce contexte, l'amélioration de la connaissance des processus physiques
fondamentaux à l'origine de l'initiation de l'arc électrique est nécessaire si l'on veut
augmenter la fiabilité du transport d'énergie électrique par voie aérienne dans les
régions froides.Ces investigations contribueront à la conception et à la fabrication
appropriée d'isolateurs adaptées aux régions froides.
Dans le cadre de cette étude, un modèle dynamique auto cohérant en courant
alternatif sera présenté et discuté dans le but de simuler et de prédire le comportement
de l'arc électrique à la surface d'isolateurs recouverts de glace. Ce modèle considère
l'arc comme une impédance variable dans le temps, constituée d'une résistance en série
avec une inductance. La résistance de l'arc durant la période de propagation, est
déterminée en utilisant l'équation de Mayr. La couche résiduelle de glace non encore
franchie par l'arc est remplacée par une résistance équivalente dont la conductivité
surfacique est calculée en tenant compte de l'effet de l'eau de fonte. Un organigramme
exhaustif a été établi pour modéliser les deux dernières étapes de la propagation de
l'arc, à savoir l'établissement d'un arc partiel suivi de sa propagation. Cet
organigramme incorpore une tentative d'explication du phénomène de contournement
des isolateurs recouverts de glace. Le modèle répond à la variation d'un certain nombre
de paramètres principaux, à savoir, la longueur de l'isolateur, la conductivité de l'eau de
congélation appliquée, et le diamètre de isolateur. Plusieurs expériences ont été
effectuées sur un modèle cylindrique simplifié, ainsi que sur une unité d'isolateur de
poste standard, afin de corroborer les résultats de simulation. Plusieurs longueurs
d'isolateur et conductivités d'eau de congélation ont été considérées au cours des
expériences. Le modèle en question a été comparé aux résultats expérimentaux, et les
résultats simulés reflètent d'une façon cohérente les effets de tous les paramètres
principaux. Le modèle s'est avéré fiable en prévoyant les variables principales du
phénomène de propagation d'arc telles que la tension critique de contournement, le
courant d'arc, et la vitesse de propagation dans une certaine marge des paramètres.
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Damage to electrical network equipment due to accreted ice and snow is
considerable in many cold climate regions [9, 61, 76 and 86]. A part of this damage is
mechanical [65, 90, 124 and 140]. The heavy weight of ice and snow, combined often
with wind, contributes sometimes to deforming structures to an extreme degree [65, 90
and 140]. A decrease in the electrical performance of high voltage equipment is a
further consequence of atmospheric icing [19, 42, 46, 91, 98 and 125]. A number of
major power failures as a result of flashover on ice-covered insulators have been
reported worldwide [9, 14, 54, 61, 76, 77, 86, 98 and 103]. The insulating performance
of ice-covered equipment depends mainly on numerous parameters. Not only the type
and meteorological nature of the deposit and climatic characteristics, but also insulator
geometry and the type of applied voltage have an effect on equipment performance [20,
32-35,46, 87 and 129].
The study and understanding of arc initiation and propagation in the presence of
ice, is a fundamental aspect of insulator studies. Predicting the incidence of flashover on
ice-covered insulators may be considered an essential factor in insulator design. This
type of research is also helpful in modeling and manufacturing the right kind of
insulator for use in cold climate regions [44].
Valuable work accomplished by many researchers has already been contributed
in the domain of modeling and understanding of polluted and/or iced insulators [1, 3,
22, 28, 36, 40, 64, 69, 70, 118, 122 and 149]. Despite numerous similarities between the
mechanism of the flashover phenomenon on polluted and iced insulators, these two
circumstances are not totally identical [52]. The most acceptable hypothesis for arc
propagation on polluted surfaces is based on the heating of the overlying resistive
surface which results from the current flowing through it, leading to the formation of
dry bands [22]. In this case, it is considered that the surface of the insulator is covered
with a conductive layer. The low voltage-drop along the high conductive surface
provides enough field strength along the dry bands [70]. Each dry band becomes short-
circuited locally by a partial discharge which is immediately transformed into an arc [22
and 70]. The consecutive dry band formation, up to a certain length, leads to a sudden
flashover under a number of other assumptions [81]. In spite of the applicability of this
proposed theory for arc propagation under DC or impulse voltage, the flashover
mechanism of AC applied voltage is considered to be more complex than indicated [122
and 142]. The weakness and re-ignition of the arc after each voltage peak cannot,
however, be fully explained by this hypothesis. In spite of this, a few models present
several theories for an AC propagating arc [22, 97 and 121]. Most of these models make
use of the same DC method of applied voltage to analyze the phenomenon under AC
voltage and consider that flashover occurs in a single cycle [3, 22 and 142].
There is a certain amount of similarity in the nature of arc initiation and its
maintenance under iced and polluted conditions, although the arc propagation on a wet
conductive electrolyte surface, such as a water film on ice deposits, cannot be explained
using the same hypothesis of dry arcing zones. For this reason, the entire mechanism of
arc motion on ice-covered surfaces requires particular study and attention.
In order to further knowledge and understanding of discharge initiation on an
iced insulator surface and its development into a flashover arc, a research program was
set up under the auspices of the NSERC / Hydro-Quebec / UQAC Industrial Chair on
Atmospheric Icing of Power Network Equipment (CIGELE) and Canada Research
Chair, tier 1, on Engineering of Power Network Atmospheric Icing (INGIVRE) at
Université du Québec à Chicoutimi. A considerable quantity of theoretical and
experimental research work has been published on this subject, to date [30, 34-41 and
46]. Studies of the effects of different climatic parameters and insulator geometry, as
well as insulator voltage type, have been carried out based on a wide variety of
experiments [30, 41, 46 and 92]. The results show the inevitable influence of several
ice-accretion parameters in diminishing the maximum withstands voltage of high
voltage equipment [30, 41 and 46]. The type of precipitation involved was found to be
one of the salient parameters [46]. This factor itself is influenced by the prevailing
ambient air conditions including temperature, wind velocity, and droplet size [46]. The
flashover voltage is also dependent on the conductivity of applied water which provides
the conductive surface during arc initiation, maintenance and propagation [30 and 46].
Research in this field also includes recording and studying the first few nanoseconds of
arc initiation and its propagation on different ice-covered surface materials under
impulse voltage [10]. The potential distribution of real-shape ice-covered insulators of
different geometries was also examined [138]. A predictive static model for the
estimation of critical flashover voltage was originally established within the same
context and was applied to the different types of voltage such as AC and DC [13, 17,
47, 52 and 146-148].
The above-mentioned model has proved to be of signal usefulness in predicting
the critical flashover voltage of ice-covered insulators, although several questions still
remain unanswered. Static models are not structured in such a way as to provide the
time-dependent evolution of such parameters as current or resistance of the components.
The major purpose of these types of models is the determination of the critical flashover
voltage, rather than the dynamic evolution of various parameters during different phases
of the flashover phenomenon.
By contrary, dynamic models are capable of calculating and predicting the time-
dependent evolution of the main parameters of the arc. Based on an appropriate physical
theory of the total discharge process, dynamic modeling can contribute to a better
understanding of the detailed phenomena involved in the whole range of discharge
mechanisms. By comparing the results of the simulation with those of experiments, it
will become possible to accept or reject the physical hypothesis used. This thesis is also
submitted with the intention of providing a fresh perspective and contributing an
innovative approach to the entire process.
An adequate dynamic model should take into account all the major parameters
which influence the flashover phenomena. These parameters include ice type and
characteristics, freezing water conductivity and insulator geometry. Although, the
observation of the arc behavior of insulators under DC and impulse applied voltages is
usually worthwhile from a physical point of view, but because of the general use of AC
source voltages in high voltage networks, a predictive model for AC voltage would be
even more useful from an engineering point of view.
Arcing phenomena may be deemed a blend of a variety of aspects, including
chemical, mechanical and electrical properties [119]. Despite the complexity of the
mechanisms involved in surface discharge or arc phenomena, many simplifying
assumptions must be made in order to render mathematical modeling possible. Several
models have been presented over the years to explain the mechanism of a propagating
discharge channel both in air and on insulating surfaces [70, 118 and 142], although not
all the pertinent aspects of such a dynamic phenomenon have been discovered yet. The
complexity of icing and melting periods tends to cause even more uncertainty in
obtaining a perfect model which would cover all eventualities. Several of the
surrounding parameters, such as wind velocity, air temperature and water droplet
characteristics, influence the type of ice formed. A comprehensive dynamic model,
beyond providing the representative elements for the arc and ice, needs to be
accompanied by the corresponding chronological correlatives. In this regard, arc
velocity is a major link. Several models in the literature have thus far been presented to
simulate the propagation velocity of the discharge in air, and a number of these models
determine the same parameter for insulating surfaces. Most of the models are, however,
empirical and have not yet been explained by any physical facts. Choosing a suitably
accurate formula for the velocity has usually been a major difficulty in this type of
research. Another main item in dynamic modeling is selecting a suitable propagation
criterion. As regards the nature of this type of modeling, dynamic simulations must also
deal with all of the time steps in the process.
1.2 Objectives of the Thesis
Generally speaking, the objective of this type of research study is to improve our
knowledge on the physical phenomena involved in ice-covered insulator flashover
phenomenon, through a systematic study (experimental and theoretical) of the
mechanisms, associated with each development stage of an electric discharge, where for
each mechanism, mathematical models should be elaborated. From these elementary
models, a complete model, able to simulate the temporal behavior of propagating arc
will be elaborated. In the long term, these studies will allow us to identify the best way
of the reliability optimization and design of the insulators. The new insulator concept
could support in an innovating way the quality and the reliability of the electrical power
distribution.
As regards, specific objectives of this project are:
To develop a dynamic model for a propagating AC arc on an iced surface,
using electrical circuit concept,
To translate the associated physical phenomena into mathematical equations,
to be used in the electrical circuit,
To present a method of simulation through a flowchart capable of predicting
and determining the variations in some macroscopic parameters such as
leakage current and propagating velocity, over time, during the arc
propagation stage on an ice-covered insulating surface under AC applied
voltage. This dynamic procedure should take into account major parameters
which influence the phenomenon. These parameters include applied water
conductivity, insulator length and insulator radius.
Experimental validation and adjustment of model parameters on a simple
cylinder and a short post insulator.
1.3 Statement of Originality
As will be appeared later on the text, in the review of the literature, to the best of
our knowledge there is no any dynamic model able to predict and simulate the temporal
evolution of the flashover main parameters as arc current and velocity on ice-covered
insulator surfaces under AC applied voltage. An all-exclusive model should take into
account all the influent parameters and be able to predict main variables of the
phenomena and then the resulting data of the model should be verified against
experimental results; even thought the existence of a few dynamic models which were
presented to describe the arc behavior on polluted surfaces, such a model has not been
created yet. In order to realize this study, a new exploratory hypothesis for flashover
phenomena was proposed and based on that, a complete new flowchart was established
to determine the desired variables. The model results were justified by comparison of
the experimental results performed within the thesis and of other researchers. The model
not only predicts the variation of the arc parameters over the time, but also is accurate in
critical flashover calculating.
1.4 Outline of Thesis Structure
This dissertation introduces and discusses the different aspects of dynamic arc
modeling on ice-covered insulator surfaces, as follows:
Chapter 1 introduces the problem of insulator flashover and atmospheric icing,
and also provides a brief review of the literature;
Chapter 2 reviews the problematic of atmospheric icing on electrical networks;
- Chapter 3 describes arc modeling on resistive surfaces and provides the main
relationships and methods involved;
Chapter 4 discusses the basis of arc modeling on iced insulator surfaces is in,
and an entirely new dynamic model is introduced for the prediction of different
propagating arc variables such as velocity and current. In order to adjust the
model and validate the simulation results, the need for several series of flashover
tests is justified in this chapter;
Chapter 5 presents the experimental setting and results;
Chapter 6 provides the comparison of the simulation results with those of the
experiments; and finally;
Chapter 7 describes the conclusions of this project and also recommends future
directions for project research and development.
CHAPTER 2
REVIEW OF LITERATURE ON




REVIEW OF LITERATURE ON
EFFECTS OF ICE ON HIGH VOLTAGE INSULATORS
2.1 Introduction
In most cold climate regions, transmission line towers and HV substations are
subjected to seasonal icing and snowfall [54 and 77]. The resulting ice and snow
accretion increases the weight of the line cables and conductors as well as wind load,
sometimes leading to mechanical damage [140]. Also, ice and snow accretion on a
string of insulators decreases their insulating performance [46]. The power outages
caused by flashover on ice- or snow-covered insulators have been reported in many
northern countries including Canada [19, 45, 87 and 104], China [139], Great Britain
[62], Norway [53 and 54], Finland [83], and Japan [98].
The level of transmission-line voltage is being increased regularly to parallel the
increase in the consumption of electrical energy. This situation has become a subject of
prime importance in current research into insulator flashover phenomena.
As a general rule, the flashover process on ice-covered insulators includes the
following stages: first, several violet arcs appear across the air gaps, or ice-free zones;
second, one of the arcs then propagates along the ice surface forming a white arc; and,
later, when the white arc reaches a certain length, flashover suddenly occurs [40].
Methods designed to mirror this process as it develops on polluted insulators were
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frequently used in the past to investigate the mechanism of flashover on ice-covered
insulators, as well [17, 47, 50-52 and 146-148]. It will be observed, however, that
flashover along ice-covered insulators, when compared with flashover on polluted
surfaces, presents different degrees of complexity in various ways:
- The freezing processes influence the type of ice formed [46].
- There are two discharge surfaces for ice-covered insulators: the outer ice surface
and the interface between the ice and the insulator, as compared to only one surface
for polluted insulators [147]. Flashover along the interface between ice and
insulator was frequently observed in laboratory investigations [147].
- The surface and bulk conductivities of ice are influenced by a number of
parameters such as surrounding air temperature, applied water conductivity, type of
ice formation, and the icing process [46].
- The ice layer which forms on the insulator is relatively thick in contrast with air-
polluted surfaces, which are often covered with a thin layer of pollution [32 and
101].
In addition to this, several factors influencing the flashover on ice surfaces should
be taken into account, including applied water conductivity, voltage type, arcing
distance, and ice-covered surface uniformity [46]. The statistical aspect should also be
considered, in view of the fact that flashover voltage is a statistical variable
characterized by significant dispersion even under seemingly controlled conditions. Due
to a number of physical phenomena and electrical factors acting simultaneously on
individual super-cooled drops and droplets, the possibilities for determining such ice
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characteristics as density, structure, and shape are fairly limited. The same goes for the
amount of ice accreted on high-voltage equipment, weather conductors or insulators,
and so forth. In this regard, very few data are accessible in the presently available
literature. Climate room experiments, which always involve conductors and insulators
submitted to high voltage, show that density and other ice characteristics may be altered
under energizing conditions [30]. The phenomena caused by ice or snow accretion on
power network equipment, and their consequences, are divided into two main categories
[40]. The electrical category only will be introduced and discussed further on in the text.
2.2 Types of Ice
Most investigators tend to subdivide ice and snow into two categories: wet and
dry [20]. A number of factors may have an influence on the type of ice accreted [20, 78,
89 and 113]. Such factors include the temperatures of the insulator surface, water
droplets and ambient air, as well as the parameters of wind velocity and droplet size [20,
78, 89 and 113]. Dry ice, of a relatively low density, whether hard rime or soft rime
forms at a low droplet size and the temperature below zero [20], on the other hand, wet
ice or glaze, which is the most dangerous type of ice from an electrical point of view
[29 and 45], tends to grow in the presence of a surface water film [20]. The density of
the glaze produced is relatively high, of about 0.9 g/cm2 [20]. The names of different
types of ice and the general atmospheric characteristics favorable to the formation each
type is shown in Tables 2.1 [20] and 2.2 [46].
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2.3 Creating Ice Artificially in the Laboratory
Being able to produce ice in the laboratory provides greater scope for the study
of and research into the mechanism of flashover. The use of a climate room makes it
possible to produce ice year-round independently of the seasons. Experiments may be
carried out under a variety of controlled circumstances and climatic conditions in this
facility.
For insulator flashover tests, ice in the laboratory is produced under both wet
and dry regimes [44, 46 and 116]. In a dry regime, ice is accumulated as a result of
small water-droplet (15 /mi) spray which turns to ice immediately upon impact on the
surface [30 and 43]. A surface temperature below 0°C will ensure the instant thermal
equilibrium between ice deposits and the ambient air, where the heat disturbance results
from the impact of water droplets and forced convection [43]. When dry ice is
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produced, it has a low density of about 0.4 to 0.6 g/cm similar to natural light ice and it
is opaque in appearance [30] (cf. Fig. 2.1).
Figure 2.1 Dry ice formed on a short suspension insulator string [138].
Wet-grown ice is produced by water droplets (50 to 80 /mi) which are bigger
than those observed during the formation of low density ice [30 and 43]. These water
droplets are not in a frozen state before impacting the surface of the insulator in air and
they reach the insulator in a liquid form. As a result, ice will accrete between the skirts
of the insulator in the form of icicles. The density of this type of ice will be
approximately 0.9 g/cm3 for the icicles and about 0.87 g/cm for the ice deposit on the
surface of the insulator [30 and 43]. The color and transparency of the ice in this regime
depend on the presence of air bubbles in the ice which has the appearance of
atmospheric glaze [30] (cf. Fig. 2.2).
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Figure 2.2 Wet-grown ices on a chain insulator [138].
In the laboratory ice-making, the maximum rate of ice accumulation, both wet-
grown and dry-grown, may be achieved when wind velocity, air temperature and liquid
water content are 3.3 m/s, -12 °C, and 6.8 g/m3, respectively [30 and 43].
2.4 Insulator Performance under Icing Conditions
The discussion of this topic touches on several studies carried out regarding ice
accretion on high-voltage conductors, and includes a description of a number of
parameters related to this topic [18, 40 and 126]. These parameters are the appearance
of an electric field and its effects on ice accretion, the structural parameters of ice, the
influence of transmitted current, effects of ionic wind, and several other associated
parameters [40]. It should be noted, however, that this discussion will address
insulators, rather conductors, from now on.
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The uniformity of the ice accreted on the insulator surfaces is one of the main
parameters which influence the electrical performance of the insulator itself [71 and 72].
This ice is not usually uniform, and also several air gaps occurring on the sections of the
insulator under observation are due to the complexity of the ice formation process under
an applied electrical field [40, 44, 71 and 72]. These gaps are produced as a result of the
heat dissipating from partial arcs during the icing period (cf. 2.4.1), as well as ice-
shedding during and after this stage [138].
The flashover phenomenon is generally preceded by the formation of a water
film on the surface of the ice [40, 45 and 84]. The appearance of this water film may be
due to an increase in the ambient temperature or it may be a result of melting ice due to
partial arcs and corona [86]. Considering that the volume conductivity of ice is low and
may be negligible [12 and 49], this water film is the main carrier of the leakage current
[17, 52 and 146]. The high conductivity of this layer implies that the applied electrical
field will mainly drop along the above-mentioned air gaps [138]. Since, in most of the
cases, the total length of the gaps is much less than the total length of the insulator,
relatively strong partial arcs may appear. Several small violet arcs along the air gaps
provide more heat to melt more ice thereby increasing the quantity and area of the water
film on the surface. From this point onward, the heating effect due to burning arcs is
more dominant than the effect of the ambient temperature. Occasionally, the ice will
remain on the surface of the insulator and may produce enough water for surface
conductivity to reach a critical level. Such a situation depends on the type and thickness
of the ice and the adhesive forces between the inner surface of the ice and the outer
surface of the insulator. Consequently, small arcs gather together to form a white arc,
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where the leakage current is estimated to be around 25 mA maximum [71]. This stage
can lead to flashover under certain conditions.
Thus, it is clear that a variety of factors can affect the flashover phenomenon.
The parameters involved are related to the ambient conditions and ice formation
characteristics; as well as to the type and manner of applying the voltage and carrying
out the tests. Insulator shape and configuration can also modify the experimental results.
Further discussion and experimental results will be presented further on the text.
The effects of the above-mentioned parameters on flashover performance are subject to
experimental methods in each individual circumstance and are, therefore, only to be
compared in each specific situation and should not be used for general comparison.
2.4.1 Air Gaps and Partial Arcs
Earlier studies have shown the presence of partial arcs along the air gaps of iced
insulators [40, 44, 71 and 72]. These air gaps are the part of the insulator which is not
covered with ice. Observation has shown that the creation of these air gaps begins at the
outset of the ice accumulation period on the msulator surface [138]. During this period,
the icicles grow between the insulator skirts by elongation, and each process is complete
upon reaching the next skirt. When the icicle length comes within a certain distance of
the next skirt, an electric arc appears between the tips of the icicles and the insulator
skirt immediately below due to the presence of high water film conductivity. The
appearance of partial arcs halts further elongation of the icicles and may even melt
them. This process is the basis of air-gap making and, when the accumulation is
terminated, a careful examination of the ice surface shows the presence of air gaps
around the electrodes (cf. Fig. 2.3). Occasionally, however, other air gaps may be
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observed along the insulator and on the further side of the electrodes, but the
mechanism of their creation is the same as in the preceding ones [138].
Figure 2.3 Air gaps formed during accumulation of ice [31].
When the voltage drop along the air gap is greater than the breakdown voltage, a
partial arc appears along these air gaps. If the critical conditions are reached, these small
arcs may lead to an insulator flashover, otherwise, the ice breaks away from some part
of the insulator where the ice is not adhesive enough [48].
It is possible to determine the AC breakdown voltage of an air gap, in the
absence of ice or water droplets, when one side of the electrode is an ice deposit in
cylindrical form [48 and 51]. A study was carried out during the melting period and
resulted in establishing a linear relationship between the breakdown voltage, Vb, and air
gap distance, d, as follows [48].
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Vb (kV™,) = 4.10rf(cm) + 3.8 (2.1)
2.4.2 Effect of Various Parameters
2.4.2.1 Dry Arcing Distance
When the shedding distances are not obstructed by icicles, the flashover voltage
becomes a function of several parameters, amongst which may be listed icicle length
and insulator profile. Whenever the sheds are bridged with ice the creeping distance
decreases radically. The flashover voltage is now a parameter of the dry arcing distance
[40 and 45]. This relationship is mostly linear for short string insulators, according to
several investigators [45, 83 and 116], whereas it seems to be non-linear for long
insulators [128].
Where long insulators are concerned, the non-linearity of the relationship is a
result of the change in the physical aspects of melting ice including changes in surface
water conductivity, non-uniform distribution of ice along the insulator, and physical
discharge phenomena [128].
2.4.2.2 Applied Water Conductivity
Applied water conductivity, ow, is a major parameter which causes variation in
the flashover values of insulators [30, 45 and 116]. Technically speaking, natural rain is
not pure water and the conductivity of applied water may vary as a function of air
pollution to different values. Rahal showed that not only the solute, but also the solvent
can influence discharge phenomena [118]. Since the conductivity of a solution is a
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parameter of the temperature, its value is generally calculated and expressed at 20°C
[30, 40 and 44].
In general, the lower the applied water conductivity the higher the flashover
voltage is [30, 45 and 116]. This continues up to a certain value of the applied water
conductivity and then the increase in this parameter seems to have no further significant
influence on the maximum withstand stress, Ews [30].
Pre-contamination of the insulator, which appears to occur more frequently in
nature than in other situations, may also be considered an important parameter [29]. The
least possible effect of such pre-contamination is a greater voltage drop along the air
gaps. Thus, the creation of a partial arc may occur under lower applied stresses as a
forerunner of the flashover phenomenon on ice-covered insulators. In the case of
extensive pre-contamination, flashover may even occur during the accumulation period
[29].
2.4.2.3 The Type of Voltage Applied
In the presence of ice, insulator performance is also a parameter of the type and
polarity of the applied voltage [32], although the type and amount of ice may vary under
different applied voltages, and the arc parameters may also change. A significant
amount of investigation has concerned itself with identifying these influences.
Under lightning impulse, ice-covered insulators seem to perform in the same
way as clean, dry insulators, although the experiments occasionally show that there may
be as much as a 50% decrease in minimum flashover voltage, VMF, under switching
impulse with and without ice [40].
22
Under DC voltage, the polarity of applied voltage also becomes a significant
parameter [32]. Where the insulator sheds are bridged by icicles, under the same
conditions, the maximum withstand voltage of a short suspension insulator string
covered with under DC+ is about 17% more than the same insulator under DC-, and it is
approximately equal to the effective AC value as shown in Table 2.3 [40].
Table 2.3 Maximum withstand stress of a short string of IEEE standard insulators









2.4.2.4 Ice Type and Wind
The whole process is also dependent on ice type [30, 40 and 45]. A number of
investigators have confirmed that there is less risk of flashover where the ice is compact
and transparent (glaze), than in the presence of other ice types [45], and also that
whenever the ice density is high, the maximum withstand voltage decreases [43 and 45].
A study of four types of insulators has shown that the ice grown in a wet regime is more
susceptible to flashover than ice accumulated in a dry regime. The results of the
experiments are shown Table 2.4 [30 and 41].


















As may be observed, the withstand voltage of wet-grown ice is about two times
less than it is for the others. Any and all parameters which change the ice type may be
considered as influencing factors for modification in the test results. These parameters
include wind velocity and water-droplet size, as well as ambient temperature.
Wind velocity has several further effects on the flashover mechanism of ice-
covered insulators. High velocity winds of more than ~5 m/s, cause icicles to deviate
from the perpendicular [30], which means that the arcing distance increases even if the
sheds are completely bridged. This results in higher withstand voltages for the same
insulator length. Wind can also cause the disappearance of the electric ions, produced
by previous discharges. Also, by increasing the heat exchange, winds can cause a drop
in temperature of the arc channel and dry ice surface as well. Such factors can lead to
higher minimum flashover voltages.
During de-icing periods, wind-created ice formed by an updraft is more
susceptible to flashover than ice formed by a downdraft [71]. A significant decrease in
the flashover threshold thickness of ice has been observed with a 45° updraft wind on
porcelain insulators [71].
2.4.2.5 Ice Thickness
As was mentioned earlier, the presence of a greater quantity of wet-grown ice,
after a white arc is established, will tend to increase the risk of flashover. In order to
evaluate different quantity of accumulated ice deposit on the insulator surface during
the experiments, several methods were applied. These methods may include the
weighting of the ice, measuring the length of the icicles, timing the duration of the ice
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accumulation process, and finally, monitoring the ice thickness on either a fixed or
rotating cylinder [40].
It was observed that the maximum withstand stress, Ews, decreases with the
increase of ice thickness and then becomes independent of it [32]. This critical value
varies for different types of insulators and ice thicknesses. The numerical value of the
critical thickness is a function of a number of correlative parameters in individual test
sets such as the velocity of rotation, or the distance of the cylinder from the nozzles, and
may vary from one laboratory to another.
2.4.2.6 Air Pressure
As is the case with other atmospheric conditions, air pressure has a certain
amount of influence on arc characteristics and thereby on the performance of the
insulator itself [93]. The effects of air pressure have, to date, been introduced as an
influencing factor on the arc voltage, and is known as the air density reduction factor,
Kd, as follows [92]:
Vc = Kd Vo (2.2)
where Vc represents the critical flashover voltage, at any pressure and Vo is the
corresponding value at standard sea level pressure.
The value of this factor depends on a number of factors such as insulator profile,
pollution severity, and type of voltage [92]. Several test results show a decrease in the
flashover voltage of up to 40%, when the air pressure drops to 30 kPa from its sea level
value of 101.3 kPa [93].
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2.4.2.7 Supplementary Parameters
In regard to the explanation of the flashover mechanism, any parameter may be
termed an influencing parameter if there is a possibility that it might have an influence
on the presence of a water film. Such parameters include the maintenance of a partial
arc, or the amount of ice reserve for creating a water surface, or any factor which might
inhibit ice shedding. Among these parameters may also be listed the diameter, profile,
and configuration of the insulator [40]. An insulator of a greater radius will tend to
maintain more ice accumulated on the surface, which implies a decrease in leakage
resistance [13]. Short-distance shedding will occur closer together than farther apart
during the same period of accumulation, and thus it may be observed that the profile of
insulators has an obvious effect on the incidence of flashover voltage.
2.5 Recapitulation of Main Points
A number of different conclusions may be obtained with regard to much of the
research and resulting observations with pertain to the flashover of ice-covered
insulators:
High voltage equipment in cold climate regions is subjected to atmospheric ice
precipitations seasonally. This type of precipitation generally decreases the
electrical performance of the equipment and may cause a flashover with
subsequent system failure;
- Wet-grown ice or glaze which has a relatively high density, is the most
dangerous type of ice from an electrical point of view;
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Certain climate conditions result in wet-grown ice accretion on insulator
surfaces and this type of ice may be produced at a rapid in the laboratory by
imposing controlled climate conditions;
Several main parameters have a certain amount of influence on the insulating
performance of high voltage insulators. Among them may be counted insulator
geometry (length, radius and material), applied water conductivity, ice type and
amount, as well as climate conditions. In general, shorter insulator length, longer
insulator diameter and higher applied water conductivity may each result in
lower flashover voltage;
The creeping distance of the arc in the presence of ice formed at a low air
velocity, may decrease to as low as the dry arcing distance of the insulator;
Ice formation under applied voltage is accompanied by the formation of air
gaps;
The flashover process is triggered by the presence of a highly conductive water
film on the surface of the ice, which results in intense electric stress along the air
gaps. This high stress breaks down these air gaps and leads to the creation of the
corona discharges. The small violet corona discharges lead to the formation of a
high-current white arc. The latter may lead to a sudden flashover under
sufficiently high applied voltages.
CHAPTER 3




REVIEW OF LITERATURE ON
SURFACE FLASHOVER MODELING
Numerous experimental and theoretical studies have been carried out over the
years to investigate the flashover phenomenon of insulator surfaces covered by a
conductive layer [1, 3, 22, 40, 64, 70, 118, and 122]. It should be mentioned here that
problems associated with the contamination of insulators have been officially recorded
by utilities for almost a century [112].
Outdoor insulators may be covered with dust (which is slightly conductive but
hygroscopic) and/or atmospheric ice [40 and 142]. This surface pollution accumulates
as a result of natural sources or industrial emissions [142]. These two types of pollution
occurring in combination produce more diverse effects than each one of them would
separately. Electric arcs tend to occur under certain conditions and to develop up to the
point of causing the total flashover of a given insulator. With the aim of improving
insulator design, considerable work has already been accomplished, or is still under
way, towards defining insulator behavior and the flashover process under contaminated
conditions [21]. The model for flashover on polluted insulators, however, is still a
challenge in the study of outdoor insulation, considering that the development of
polluted insulator flashover models must take into account all of the surrounding
physical conditions. This causes the modeling to be somewhat difficult due to the
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complexity of pollution distribution which normally results from the non-uniformity of
the deposits. In spite of problems, many partially successful attempts have been made to
build models in order to predict the insulating performance of polluted insulators.
In this chapter, an overview of the different existing mathematical models for
flashover on an insulator surface is provided. Most of these models are the static models
describing DC flashover phenomena. DC voltage is the type of voltage most susceptible
to insulator flashover, since DC insulators are liable to accumulate contaminants to a
greater degree than AC insulators [17], and also flashover tends to occur more readily
than on AC units under otherwise identical conditions [17]. Most of the electrical
energy transfer in high voltage networks takes place under AC applied voltage. AC
static modeling is also being carried out under the same assumptions as DC modeling
with the addition of re-ignition conditions [22]. While certain static models display
satisfactory performance in the calculation and predictability of critical flashover
voltage on insulators [22, 107 and 150], they are designed to provide the temporal
evolution of such main physical arc parameters as current and velocity. A few dynamic
models have occasionally been proposed in the literature for overcoming this problem
[4, 24, 82, 123 and 131]. An appropriate propagation criterion, as well as a velocity
relation are necessary in order to create adequate dynamic models. The majority of the
models, to be listed later, use an equivalent electrical network for arc modeling [1,3,
22,40,64,70, 118 and 122].
3.1 Basic Model
Obenaus was a pioneer in the field who carried out quantitative analyses of the
arc phenomenon on the surface of insulators covered with a conductive layer [110 and
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111]. He proceeded by considering an equivalent electrical circuit, constituted of an arc
of axial length x in series with a resistance, Rp, and he then obtained the arc current
using the Kirchhoffs voltage law, KVL. In Figure 3.1, L represents the total length of
the insulator. It was assumed that the same current which passes through the arc also
passes through the resistive layer. It is necessary to obtain the appropriate equations
calculating the arc potential and resistance of the unbridged part of the conductive layer
in order to solve the circuit. The circuit relationship needs to be accompanied by a
physical theory so as to complete the model. This simple model became the basis of
nearly all later works.
Figure 3.1 The Obenaus model.
3.1.1 Arc Models
3.1.1.1 Ayrton's Equation
Many investigators used Ayrton's arc gradient equation to model the arc [15 and
122]:
Earc=AI2 (3.1)
where Iarc is the leakage current, and A and n are arc constants. These constants may
vary in accordance with the arc medium material and ambient conditions.
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A survey of the literature shows that the values of A and n, as measured or
utilized by different investigators, vary over a wide range for different types of arc (see
Table 3.1) [3, 15, 21, 27, 40, 67, 70, 74, 82, 110, 111, 122, 127, 131, 133, 135, 137 and
149]. These values depend not only on the arc medium but also on the electrolyte used
to form the resistive layer [70 and 118].
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For comparison purposes, the typical values for A and n are examined here. A is
considered to vary between 20 and 300, and n between 0.1 and 0.9. Figures 3.2 and 3.3
show the simulation results.
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Figure 3.3 Effect of the variation in A.
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It is clear that the voltage gradient is highly sensitive to changes in A and n,
particularly for currents below 500 mA where the arc resistance will change from an
initial value of about 3000 Mfi to a few kfi.
3.1.1.2 The Gopal and Rao Model
Although most of the researchers made use of the same Ayrton equation for the
arc, it was not the only model used. By introducing a new equation for electrical field
calculation inside the arc channel, Gopal and Rao presented a further relation for arc
voltage [68]. This relation is acceptable for free burning arcs in air. In the relation:
(3.2)
a, /3 and 8 are constants, and their values depend on the nature of the electrodes.
3.1.1.3 The Cassie-Francis and Mayr Equations
Earlier papers have already addressed the subject of the time dependence of arc
resistance in terms of two alternative semi-empirical equations containing several
undetermined constants. After evaluating these constants in terms of experimental
results, the equation is applied together with the circuit equation and Ohm's law to
predict voltage, current waveform, and arc extinction or re-ignition.
One of these equations is the Francis equation [62], which was used to interpret
the voltage-current oscillogram of discharge lamps. The Francis equation, after some
simplification, reads as follows [95]:
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where G=Iarc/Earc is the arc conductance per unit length of the arc, and a and (3 are the
undetermined constants.
The Francis equation is identical to what is known as the Cassie equation [12] in
theories of circuit interruption for gas-blast circuit breakers. This equation, as well as
the Mayr equation, has been used to describe the effect of conduction losses in an arc
whose radius is assumed to be determined by convective flow [99]. The Mayr equation
is:
1 d G
 Z7 r a ,IA^
= 7E arc1 arc ~P (3 -4)
G dt
where 7 and /3 are the undetermined constants.
In these equations, /3 is simply 1/T where 7 is the time constant for free decays of
an arc. Having obtained the required material functions of density, p; specific heat, Cp;
thermal conductivity, A; and the radiation emission coefficient, u; the value of/3 may be
obtained using the following relation [95]:
T = \ (3.5)
K(5.8/R2W+U/S)
where thermal diffusivity K=WpCp should be considered constant, Rw is the radius of
the channel where the arc burns, and S is the heat flux potential calculated as:
5(r)= ]MT (3.6)
0
where T is the temperature. Some authors have considered the value of the time
constant to be 100 [is [123 and 131].
Swanson, in a complex analysis, showed that if thermal diffusivity, K, is
constant, the Cassie-Francis equation is a good approximation when electrical
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conductivity, a, is linear with S, while the Mayr equation is a good approximation if a is
exponential with S as a = (7oexp(è5), where b is a constant [132].
The Mayr equation is recommended as valid for low current regions, while the
Cassie equation is more representative of higher current regions [136].
3.1.1.4 LTE and Saha's Equation
An enclosure containing a gas or a mixture of gases is considered here. This
enclosure should include ions, neutral particles (atoms, molecules), and electrons either
excited or not [75]. One whole system would be set at a given temperature, T, and each
different particle would have the same mean kinetic energy. At each instant in time,
ionization, recombination, excitation or de-excitation, photon emission or absorption,
and similar events take place [75]. Equilibrium is attained for a certain value of
temperature when all the particles are at the same temperature. The medium is then
deemed to be in Thermodynamic Equilibrium [75].
In arc plasmas, the energy is transferred to the column by an applied electric
field [75, 117 and 119]. Due to their relatively low mobility and high mass, ions are
generally little influenced by the presence of the electric field. Electrons are accelerated
and transfer their kinetic energy to heavy particles through elastic collisions [75]. From
any point of view, heavy particles will never have the same temperature as electrons,
and although they may be able to approach electron temperature, they can never reach it
[75 and 100]. Considering that the temperature of heavy particles is close to that of
electrons, the frequency of elastic collisions between electrons and heavy particles must
be as high as possible. This implies a high electronic density. For all these reasons,
thermodynamic equilibrium is never achieved in laboratory plasmas [8 and 75]; it is,
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however, possible to define conditions for the partial application of certain laws which
govern this equilibrium, known as Local Thermodynamic Equilibrium (LTE) [75]. The
problem of defining the criterion for LTE was the main task of a number of research
studies because of the importance of this factor in discharge physics [26, 75 and 108].
In the case of weakly ionized mono-atomic gases (noble gases, mercury vapor,
most of the metallic vapors), a further simplification occurs because the phenomenon of
ionization takes place without the complications inherent in chemical decomposition.
By making certain simplifying hypotheses (such as assuming uniform temperatures
within a section of a channel at a constant pressure, in one case), Saha obtained the
electronic density, A ,^ inside the channel [75]:
N.N+ (2nmKBy\J/2U;
= 2- 7T^T -p-e*v{-eVt IKT) (3.7)
where F, is the ionization potential of the relevant atom, hp is Planck's constant, KB is
the Boltzmann constant, A7"1" is the density of the ions, and Na is the density of the atoms.
Functions U for the atom and ion are known as "partition functions". The first sum
covers all the excited states of the atom while the second one covers all the excited ions.
Higher ionized states are disregarded [75].
In a weakly ionized mono-atomic gas, the electron density Ne, and the atom ion
density A7*, are statistically equal to each other [75]. Therefore:
Ne ~Const.NPr«exp(-eVt /KT) (3.8)
From this expression, it is relatively easy to deduce an expression for the current:
I=NeebEna2 (3.9)
where b»Const.NâxT~V2 is the electron mobility under the field, E [75].
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Using this method to calculate arc conductivity requires an estimation of arc channel
temperature.
3.1.1.5 The Elenbaas-Heller Equation
Another way of estimating the arc resistance is to calculate its temperature and
then apply the known dependence O(TJ, thus making it possible to obtain arc
conductivity.
The arc is considered to be a cylindrically symmetrical continuous current-
conducting rod with a conductivity a, from which the entire electrical energy supplied
per unit volume, oEarc , has been removed because of the heat conduction to the cooled
walls of the plasma room. The equation of the energy balance is as follows [5]:
dT
r dr dr (3.10)
where X is the thermal conductivity and r is the radial distance from the arc center. The
boundary conditions for this equation are T = Tw at r = Rw, where Tw is the wall
temperature and Rw is the radial distance of the wall, for reasons of symmetry, and
dT/dr =0 at r = 0. By using the heat flux potential concept, S, (cf. Eq. 3.6), it is
sufficient to work with a single material function, O(s), instead of two.
This equation is known as the Elenbaas-Heller equation [75 and 119], obtained
in 1934 [119], which is a simpler version of the general cylindrical heat transfer
equation. In the latter, the net energy loss per unit volume due to radiation and radial
convection, as well as the storage energy in the channel, was disregarded.
The combination of this equation and Ohm's law with the known dependences
O(T) and \T) (Figs. 3.4 and 3.5 [119]) make it possible to determine the temperature
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distribution over a channel section for an electric field, E, applied to the arc. Because of
the known distribution of Oçr), once the temperature distribution is found, it becomes
possible to calculate the total current of the arc, Iarc = 27iEarc \cr(r)rdr, the electrical
r
power Parc=EarcIarc consumed by the arc, the average conductivity of the cross-section,
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Figure 3.5 The dependence \TJ as a function of temperature [119].
Several analytical methods for solving this equation have already been
presented. Parabolic [75], Logarithmic [75] and Channel models [55], Maecker's
linearization method [96], the Zone-wise linear approximation [66], and a two-layered
quasi-channel model [145] are among these.
These various formal methods are based on linearizing and/or splitting the
integration domain into sub-domains. Certain further assumptions (such as the
Steenbeck's minimum principle) are also necessary for solving the equations [55].
If the steep slope of the function O(TJ is taken into account, heat convection
corresponds to a not too large temperature drop along the channel. For example,
assuming that the arc current is weak, that the temperature and degree of ionization of
plasma is low, and that electron-atom collisions affect the resistance more than electron-
ion collisions, then the channel conductivity is proportional to electron density; and if
ionization is thermodynamically in equilibrium, then electrical conductivity can be
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approximated by an exponential relationship. For air, at p = 1 arm., in a temperature
range of 8000 - 14000 °K, this relationship is considered as [119]:
a(7)=0.83xl02exp(36000/71X|) 1/Q.cm (3.11)
Using the above-mentioned relationship and several further assumptions, Raizer
obtained an arc characteristic equation as follows [119]:
if
E
where K\ and Kj are constants, Iarc is the arc current, and Rt is the tube radius. The arc
channel radius relationship is then [119]:
r = Kr(Iarc/R,)U2 (3.13)
where Kr may be considered constant.
It should be noted that the Elenbaas-Heller equation may be applied to confined
plasmas, where a steady regime of heat transfer is established. In this type of arc, the
current range is much higher than 1 A and the temperature is far removed from 5000 °K
(maximum), as is typical of characteristic flashover arcs [2, 80 and 115]. The
applicability of this equation to open propagating arcs, however, is doubtful. In a
propagating arc, the heat transfer is still transient and cannot yet be deemed steady.
3.1.1.6 Numerical Solution
The general energy balance equation which applies to all volume elements of the
arc is [95]:
„ d T „ ?
 TT 1 9 , . d T , „ dT
^ * > • - P * * (3J4)
r or or or
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The terms on the right hand side are, successively, the input energy due to the electric
field Earc, and the net energy loss per unit volume due to radiation, thermal conduction,
and radial convection where v is the radial velocity. This equation may be solved using
different numerical methods such as the finite element. The boundary conditions are the
same as the Elenbaas-Heller boundary conditions.
A numerical solution of this equation has shown that even under stationary
confined plasmas, the central temperature of the arc may not exceed 6000 °K (cf. Fig.
3.6). In this model, for the sake of simplicity, the current instead of voltage was
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Figure 3.6 Variations of central temperature and voltage of arc versus time for a 1.5 A
mercury arc [95].
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3.1.2 Resistance of the Conductive Surface
3.1.2.1 Form Factor Concept
The total resistance of a polluted surface, covered with a uniform conductive
layer of a surface conductivity ys, may be written:
dl (3.15)
" ys J 7ZD{1)
where dl is the element of the leakage path, {L-x) is the total length of the unbridged
leakage path, and D(l) is the insulator diameter at dl increment.
The integral term of the above-mentioned equation is known as the Form Factor,
F(x), of the insulator. This factor is a characteristic of the insulator where its value is a
parameter of insulator geometry, and the type and value of the conductive layer have no
influence on it (cf. Fig. 3.7). This concept was used by Obenaus and Boehme in their
composite layer model to calculate the resistance of polluted surfaces [6]. A number of




Figure 3.7 Form Factor plotted against creeping distance for a cap and pin insulator
[22].
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3.1.2.2 Circular Disc Model
Woodson and McElroy used the geometry of Figure 3.8 to express the resistance
of a wet polluted surface of a disc insulator [143]. By disregarding the arc radius
effects, the result may be written as:
const., (3.16)
where const, and m were experimentally determined subsequently as 1.6x10"2 and 1.4,
respectively.
Figure 3.8 Disc insulator model as studied by McElroy [143].
3.1.2.3 The Wilkins Equations
Nàcke was the first to investigate the effects of current concentration at the arc
root on the resistance of a conductive wet layer [106]. Assuming the discharge root to
be circular, as shown in Figure 3.9, the calculation of the polluted surface resistance
between each discharge root and its corresponding electrode, R, becomes a 2-
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dimensional Laplacian field problem which may be solved using the theory of conjugate
functions. His relationships for pollution resistance were composed of two parts, one
internal due to the two semicircles, and an external resistance between the two











Figure 3.9 The Wilkins model for flashover of a polluted strip [142].
These solutions were developed by Wilkins who obtained two cases of interest [142]:
(a) The narrow strip, where the width of the series resistive layer is less than its
length. For this case, the series resistance is given by
7V(L - X) , Vf
+ log (3.17)7uys [ w Inrj
where r is the radius of the discharge root, and w is the width of the pollution band
assumed to be constant.
(b) The wide strip, where the width of the series layer is greater than three times its








In order to calculate r, Wilkins established the relationship between the arc root current
and its radius as:
a (3.19)
where & is a constant [142].
S.I.2A Plane Model
In an attempt to represent the pollution surface resistance of a cap-and-pin
insulator, Zhicheng and Renyu replaced the cap-and-pin insulator with a plane model as
shown in Figure 3.10 [150].
Figure 3.10 Cap-and-pin insulator and its plane model [150].
If the plane model of an insulator is wide enough, the resistance of the remaining
polluted layer between the two arc roots may be expressed as the resistance between
47
two small circular electrodes. Through further simplification, the following simple





3.1.2.5 Dry and Polluted Band Impedance
The geometry shown in Figure 3.11 was used by Mekhaldi et al. to establish a
semi-empirical model [102].
Figure 3.11 Plate model and pollution band, (a) near HV, and
(b) near ground electrodes [102].
It was assumed that the surface of the insulator is covered by a dry band in series
with a polluted band. The polluted band is situated either near the HV electrode or near





where y is the length of the polluted band, L is the total length of the plate, and ZOd is the
measured impedance of the clean plate.
In order to simplify the model, the impedance of the polluted band was assumed




where R is the HV electrode radius, % is the surface conductivity, and Kt is a constant.
The equivalent impedance, Zt, between the electrodes may then be expressed as:
Z!(y) = Zd(y) + Rp(y) (3.23)
For L = 40 cm and R = 2.5 mm, K, was experimentally found to be 8.26x108 [102].
3.2 Static Modeling
3.2.1 DC Static Models
Based on the model of the simple circuit shown in Figure 3.1, as proposed by
Obenaus, the governing equation of this circuit leads to:
V^Vap-Ve^arc+RpIarc (3.24)
where Vap is the voltage applied to the circuit, and Ve is the total electrode voltage drop.
Glow-to-arc transitions were observed for currents of the order of 100 A only, therefore
Ve may be considered as a constant [118]. In this equation, Iarc represents the arc
current, while the circuit implies that the same current which passes through the arc will
also pass through the conductive layer. Thus, the DC flashover voltage of an insulator
may be obtained when both of the following equations are satisfied:
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-^- = 0 (3.25)
^ = 0 (3.26)
where Vm is the solution to the first equation as a function of length. The solution to the
second equation provides the critical voltage, Vc, and the length, xc corresponding to
this critical voltage. At this point, the value of the critical current, Ic, may be obtained
using the circuit equations. In order to solve the above-mentioned equations,
appropriate relationships for the calculation of arc voltage and the resistance of the
conductive layer are required.
Obenaus developed these equations using Ayrton's equation for the arc, and a
fixed resistance for a polluted surface, Rp, so as to obtain the appropriate relationship for
critical arc length [111]. His research was later developed further by Boehme who
found an expression for the minimum direct voltage, Vex, which is able to sustain an arc
over a certain length, x [7].
The equations were subsequently developed even further by Neumarker [109],
and Alston [3] using the same concept and applying a uniform pollution resistance per
unit of length, rp, thereby obtaining the closed form of a set of equations with which to
calculate critical values of voltage, length and current. A visual illustration of the
above-mentioned solution maybe seen in Figures 3.12 to 3.14.
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= \00, B=0.5 , L = 40 cm, x= 10 cm, r = 500 S!/cm
0 0.05 0.1 0.15 0.2 0.25 0.3 0.35 0.4 0.45 0.5
Current (A)
Figure 3.12 Typical arc and uniform conductive layer resistances in a given arc length.
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.4=100, «=0.5, L= 40 cm, x= 10-40 cm, r = 500 R/cm
0 0.1 0.2 0.3 0.4 0.5 0.6 0.7 0.8 0.9 1
Current (A)
Figure 3.13 Typical arc and uniform conductive layer resistances for a variety of arc
lengths.
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Figure 3.14 Critical arc voltage and length.
Figure 3.12 shows the arc and pollution voltages for a certain length of arc, x,
followed by the sum of these two resistances. In this figure, Vm is the minimum voltage
which is necessary to sustain an arc along x. Similar curves for different lengths of the
arc are illustrated in Figure 3.13 while Figure 3.14 shows the Vm curve for the different
values of x, as obtained from Figure 3.13. It will be observed that, for a certain arc
length, xc, the necessary applied voltage able to sustain the arc length along this length,
Vc, is the maximum when compared to the other values of Vm, even for greater x
lengths. The values of Vc and xc are called the critical flashover voltage and the critical
arc length, respectively. Thus, it may be concluded that: if the relationships that govern
the arc phenomenon are such as shown in Figure 3.12, then a critical arc length exists,
and if the applied voltage is high enough to sustain the arc along this length, then no
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further voltage is required to reach the flashover point, and therefore flashover will
inevitably occur under this voltage.
Using Wilkins' equations to calculate the critical flashover voltage of wide and
narrow polluted strips provides results of different values. Given the same test-object
characteristics as were used to obtain Figures 3.12 to 3.14, with a narrow polluted strip
of different bandwidths, the simulation produced flashover results as shown in Figure
3.15. In order to obtain the arc radius, Wilkins' concept was once again applied, where
the current density is a given constant k = 1.45 A/cm [142]; the pollution layer
resistance was obtained using Eq. 3.17; and w is the bandwidth of a polluted surface. In
order to compare the results, the same curve as Figure 3.14 is inserted in the figure,
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Figure 3.15 Arc characteristics for a narrow-strip polluted band using Wilkins'
equation.
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Figure 3.16 shows the same simulation made for calculating a wide pollution band
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Figure 3.16 Arc characteristics for a wide-strip polluted band using Wilkins' equation.
From Figures 3.15 and 3.16 it will be observed that, by taking into account the
effects of arc current concentration in the root for both narrow and wide strips, not only
does the critical length change drastically, but so do the critical voltage values; whereas
for the wide strip, the deviation of the results from those obtained with the form factor
method is noticeably greater where the critical length concept is no longer applicable,
and this length then increases to reach almost the total length of the insulator.
Static modeling does not take into consideration the physical mechanism
involved in arc phenomena. It will be observed, from Figure 3.13, that at any arc length,
when the voltage applied to the insulator is higher than Vm, the arc may or may not be
sustained along this length, and thus the arc elongation from each length to a new
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greater length is not certain for lengths less or greater than critical length. Theoretically
speaking, even applying voltages which are higher than the critical voltage, does not
ensure that the arc will propagate to the next electrode and thus lead to flashover;
therefore the arc may be considered stationary at any given length for any undefined
time period.
3.2.2 AC Static Models
Since, under AC applied voltages, flashover occurs around the peak value of the
applied voltage [3], the same analysis of DC applied voltage is used to calculate the AC
critical flashover voltage [3 and 122]. On the other hand, during the voltage cycles
before the last propagating cycle is reached, the arc current drops to zero, and the arc
voltage required to re-ignite the arc depends on the initial arc characteristics and the
remaining polluted conditions.
In order to take into account the effects of arc re-ignition, an experimentally
based relationship was proposed and used by Claverie to calculate the minimum




where K and b are constants. Different authors based their calculations on different
values for K and b, but these were generally set at 800 and 0.5, respectively, for polluted
insulators [122], and 1118 and 0.53, respectively, in ice models [40]. Thus it was
considered that, when an arc occurs under AC voltage, the current and the voltage are
calculated using DC relationships (Eqs. 3.25 and 3.26). If the above-mentioned
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condition (Eq. 3.27) is not satisfied, however, the arc will not be able to stabilize or to
extend.
This type of model is considered to be experimental, since it does not refer to
any specific physical mechanism by which the AC arc is maintained, and it is based
solely on experimental results. Based on Mayr's equation, Maikopar established an
analytical formula in order to calculate the minimum voltage, Uc, necessary to sustain
an arc at any position along an insulator of length, L, covered with a pollution layer of a
resistance per unit, rp [97]. By using a heat transfer equation in the arc channel, Rizk
obtained an equation for calculating the same parameter as follows [122]:
y^=23rP0A (3.28)
It should be noted that this relationship was obtained using a combination of
experimental results and analytical evaluation.
3.3 Dynamic Modeling
In order to develop a realistic arc model, it is necessary to adopt a dynamic
approach where a model is based on the physical processes constituting the phenomena.
The model should consist of mathematical equations formulated from considerations of
these processes, so that the model performance is likely to be accurate over a wider
range of operating conditions.
The study of arc processes has so far been implemented using static models, for
the greater part, yet most of the parameters involved in the phenomenon tend to change
over time. Dynamic models may be used in order to better understand the evolution of
arc parameters, and mainly arc current itself, as a function of time. In this type of
56
modeling, physical laws are used to establish the propagation criterion of the arc, and to
study the dynamics of the discharge, mainly arc velocity. A typical flowchart of
dynamic models may be seen in Figure 3.17.
t = t+dt
Reading of the input data
Initialization at time t=0
Computation of model parameters





Figure 3.17 General flowchart of a dynamic model.
Input data include the conductive layer characteristics and insulator geometry. A
physical hypothesis and a principal model may be used in order to initialize the model
equations and to compute different parameters such as current. The Propagation
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Criterion and Velocity Relationship are two essential parameters of dynamic models, as
may be seen from the flowchart.
3.3.1 Arc Elongation Mechanism
A number of suggestions have already been presented to explain the mechanism
responsible for arc elongation [1, 70, 73, 81, 94, 105, 111, 112, 118 and 141]. These
include such aspects as the electrostatic, thermal or magnetic forces which pull the arc
along the surface, the drying of the wet film known as dry band mechanism, and the
ionization processes occurring ahead of the arc tip. A mechanism proposed by Wilkins
[141] for arc propagation on the electrolyte surface may be described as elongation by
ionization and successive root formation, and will be explained by referring to Figure
3.18. The theory states that elongation is produced by new ionization pathways created
at the partial arc root. There is a greater probability of ionization occurring immediately
ahead of the partial arc root, owing to the high temperature and high electric field
strength in this region.
If the ionization rate is high enough, some current may flow through the ionized
pathway ahead of the partial arc root as shown in Figure 3.18 (b). A new current














Figure 3.18: Wilkins ' proposed mechanism of elongation [141].
(a): Ionization ahead of the partial arc tip
(b): Possible current pathways
The conductivity of the new pathway increases with an increase in current, while
the conductivity of the water film pathway remains roughly constant, and thus the total
current will gradually divert to the new path, producing an elongation of the discharge,
<5. This theory seems to be in agreement with previous studies performed by Gallimberti
et al. [63]. The latter suggest that discharge propagation over insulating surfaces is
mainly controlled by increased ionization and attachment coefficients. Due to
similarities, Wilkins' model can be applied to the arc propagation phenomenon on ice
surfaces, where the conductive surface is considered to be the electrolyte, or water film.
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3.3.2 Arc Velocity Models
The following sections recapitulate the main mathematical models established
over the years to account for discharge propagation velocity on insulating surfaces.
3.3.2.1 The Al-Baghdadi Model
From high-speed camera studies of an arc propagating over a polluted surface,
Al-Baghdadi et al. derived the following empirical formula [1]:
fcc- 7c4) (3.29)
where rp is the pollution resistance per unit length, Iarc is the leakage current, and Ic is
the critical current. This relationship, in its original unmodified form, seems to be valid
only for the insulator profiles used by the authors.
3.3.2.2 The Tominaga Model
In a theoretical and experimental investigation of the contamination flashover of
model plates, Tominaga assumed that arc propagation takes place as a result of the
successive drying and breakdown of the electrolytic pollution layer, and that a
minimum power density, Po, is required for arc growth as follows [134]:
vit) = K.(CE2pr-Po) (3.30)
where Ks represents a parameter proportional to the arc radius, Ç is the volume
conductivity of the pollution layer and is a function of temperature, Epr is the electric
field in the vicinity of the arc foot point, and Po is the energy required for arc growth.
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According to Rizk, this mechanism cannot have general applicability, since it does not
even explain arc growth along a water column.
3.3.2.3 The Jolly et al. Model
Based on investigations performed on electrolytic surfaces, Jolly et al. assumed
that the energy required for the creation of a new arc length comes from the electrode
voltage drop at the water surface, as follows [82]:
v{t) = vj it) (
v{t) (
where Ve stands for the electrode voltage drop, Iarc(t) is the arc current, and Q is the arc
energy content per unit length.
Even though satisfactory agreement may be found between theoretical and
experimental data, one drawback prevents it from global applicability since, according
to the model, a stationary arc (v = 0) would have no electrode voltage drop [122].
3.3.2.4 Arc Mobility Model
This model which determines arc velocity as a proportional function of the
electric field within the arc reads as follows [131]:
v(t) = vEarc (3.32)
where ju is arc mobility (5 to 50 cm2/Vs), and Earc represents the arc voltage gradient.
This model seems to be the simplest and has been used in certain dynamic models
[131].
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3.3.2.5 The Gallimberti Model
From experimental data records, Gallimberti predicted a relationship between
7areandv[119]:
v(0 = ^ (3.33)
where q is the electric charge per unit length of the arc.
This model was originally established for discharge on long air gaps and it has
been used recently to simulate arc speed over a polluted insulator surface [60]. The
fundamental shortcoming here, however, is the quantification of the parameter q which,
in practice, is not constant throughout the duration of the discharge propagation.
3.3.2.6 Rahul's Model
Rahal supposed that arc displacement is governed by ions which are
subsequently accelerated by the total field, (Epr - Earc). The mean velocity is therefore
proportional to this total field represented by [ 118] :
v(t) =
 M(Epr-Earc) (3.34)
where JX represents electron mobility in the arc channel, and Epr is the electric field at









where h, w, rp represent the conductive layer thickness, width and resistance per unit,
respectively, and Iarc and r are the leakage current and arc radius. Experimental
evidence has shown that discharge lengthens by photo-ionization. Its velocity, however,
was mainly found to be higher than those of charge carriers [120].
3.3.2.7 The Alston et al. Model
Alston et al. established this model based on the hypothesis that arc lengthening
is related to the power available at the arc inception, and also to the energy necessary to
create it [3]. Thus:
(3-36)
orp [L-x
where a represents the discharge conductance, Q is the arc linear energy density, x is
the arc length, and rp is the pollution resistance per unit length.
Besides the difficulty of quantifying the parameters involved, the general
applicability of this mechanism is also questionable, since arc growth should be related
to residual pollution resistance instead of to rp.
3.3.2.8 The F of ana et al. Model
Based on energy considerations, Fofana et al. derived the following model [56]:
(3.37)
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where p represents arc channel density, /? is the fractional part of the available energy
used for arc propagation, e is the permittivity of the medium in which discharge is
propagated, and r is arc radius.
To the best of our knowledge, this model is the only one which has been used
and validated for discharge propagation in various mediums such as air [56], liquid
[58], and polluted [23] and iced [39] surfaces. The parameter (5 with should be
determined with greater accuracy, however, considering that this parameter was not
justified in sufficient detail.
3.3.3 Propagation Criterion
A number of models have already been presented elsewhere to establish a
criterion for the propagation of an arc on conductive surfaces [122]. According to these
models, the condition of propagation relies mainly on the electrical field, arc current or
the energy injected from the source.
3.3.3.1 The Hampton Model
In order to obtain an arc propagation condition, Hampton carried out several
experiments on a simple model where pollution resistance was replaced by a column of
flowing water of constant conductivity. Based on his experimental results, he
established that the arc cannot propagate unless the voltage gradient in the water
column, Ep, exceeds the voltage gradient in the arc column Earc [70]. Therefore the
propagation condition is:
Earc < Ep (3.38)
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If the equations which govern the arc and pollution layer are of the pure resistive form,
then under positive applied voltage, this criterion decreases to:
rarc < rp (3.39)
where rarc and rp are the arc and the pollution resistances per unit length, respectively.
3.3.3.2 The Hesketh Criterion
Based on the concept that an arc in series with a wet polluted surface tends to
draw maximum current from the source, Hesketh deduced a criterion for arc
propagation as follows [73]:
dIarc/dx>0 (3.40)
This criterion was firstly presented by Shkuropat [142]. Under certain assumptions, this
equation reduces to Eq. 3.39.
3.3.3.3 The Wilkins Criterion
Based on the theory that a system tries to draw the maximum energy from its
source, Wilkins proposed a propagation criterion, as follows [142]:
dPJdxX) (3.41)
where Ps is the power taken from the source, implying that the arc propagates when the
power, Ps, increases with an increase in the length, x. Under constant applied voltage,
this criterion reduces to the Hesketh criterion [142].
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3.3.3.4 The Anjana et al. Criterion
By considering the arc as a gas in LTE, Anjana et al. presented a condition
necessary for arc propagation [4]. Based on their model, if the total energy taken from
the source, Etotai, is equal to or greater than the energy which is necessary to maintain
the LTE in the gas, Eth, then the arc will propagate. The condition may then be written
as follows:
Eto,ai > Eth (3.42)
3.3.3.5 The Ghosh et al. Model
By considering a series of parallel multiple arcs, Ghosh et al. established a
propagation criterion as follows [64]:
dR(x)/dx<0 (3.43)
where R(x) is the total arc resistance and x represents the arc length. This basic idea was
used later by Dhahbi in order to establish an analytical propagation criterion [23].
3.3.4 Dynamic Models
3.3.4.1 The Jolly et al. Model
The first dynamic model able to calculate the temporal evolution of such arc
phenomenon parameters as current and velocity was submitted by D. C. Jolly et al. [82].
Firstly, based on the Townsend ionization theory, an arc growth mechanism was
proposed where the arc propagation was considered to be a result of electrical
breakdown in the arc tip region. In order to calculate the electrical field in this region, a
combination of Townsend equations was used. Then, by using the basic model shown in
Figure 3.19, two governing equations for the circuit may be obtained, since not only the
66
resistance in series with the arc was considered, but also one other resistance path in
parallel with the arc channel was taken into account.
Figure 3.19 Equivalent circuit used by D. C. Jolly et al,
for arc propagation modeling [82].
In order to calculate the arc resistance, Mayr's equation (Eq. 3.4) was used, and
the pollution resistance was determined using the form factor concept (Eq. 3.15). The
arc velocity was calculated using a relationship previously established by the authors
(cf. Eq. 3.31). The model was applied to DC voltage sources.
3.3.4.2 The Rizk Model
In order to model the discharge phenomenon on polluted surfaces under DC
applied voltage, Rizk et al. used a further form of Mayr's equation (Eq. 3.4) to model
arc behavior [123]. In their model, the temperature of the electrolyte surface was
calculated by considering different terms of energy loss such as evaporation,
condensation and convection. This temperature value is necessary to calculate the
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electrolyte thickness in order to obtain the surface resistance. This idea was used
previously by Wilkins in his static model in order to increase the value of the surface
conductivity, since Wilkins' resistance equations (Eqs. 3.17 and 3.18) result in
relatively higher values compared to the values obtained using form factor concept. The
velocity was calculated using a modified version of Al-Baghdadi's equation (Eq. 3.29).
The simulation results reveal the highly satisfactory performance of the model in
predicting the influence of protection resistance in series with high voltage electrodes.
3.3.4.3 The Anjana et al. Model
In this model [4], where the basic circuit is the same as Figure 3.1, the arc
resistance was calculated using Mayr's equation (Eq. 3.4). The arc propagation criterion
was a condition already established by the authors (Eq. 3.42). In order to calculate the
arc maintenance energy, the following equation was used:
Eth=\KBTn (3.44)
where KB is the Boltzmann constant, T is the arc temperature, and n is the number of
charged particles in the arc. In order to perform the simulation, the arc temperature, T,
was considered constant at 3000 °K, and different values between 1-10 cm2/s/volt were
considered for n. Arc velocity was then calculated using the arc mobility model. The
method of simulation was based on the dry band mechanism, while the resistance of the
polluted layer was calculated using the form factor concept (Eq. 3.15). Simulation
results were presented for DC applied voltages [4].
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3.3.4.4 The Sundararajan et al. Model
The model presented by Sundararajan et al. [131] also made use of the Obenaus
model (see Fig. 3.1). The arc voltage was calculated using the same form of Mayr's
equation (Eq. 3.4) used by Rizk (cf. Section 3.3.4.2) while the resistance of the
conductive layer was obtained using the form factor concept (Eq. 3.15). The
propagation criterion for arc growth was Hampton's criterion (Eq. 3.38). In order to use




where rp is the uniform pollution resistance, and A and n are arc constants. The use of
this equation, for critical stress calculation may be viewed as distinctly debatable.
The arc velocity was obtained using the arc mobility model (Eq. 3.32). The only
modeling results shown in the work are the critical flashover values of different
insulator profiles for DC applied voltages. These results are in satisfactory conformity
with experimental results, whereas a simulation of the model shows a diminishing form
for arc velocity over time. The model was later developed for application to AC
voltages [85].
3.4.4.5 The Dhahbi and Béroual Model
Based on an already existing model for discharges in long air gaps presented in
[56], the researchers used the circuit shown in Figure 3.20 to model the arc propagation
phenomenon on insulator surfaces covered with a conductive layer [24].
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Figure 3.20 Equivalent circuit used for arc propagation modeling [24].
In Figure 3.19, each cell of the RLC elements represents a propagation stage of
the arc. When the propagation criterion is met, the arc propagates and a new cell is
added to the circuit. In order to evaluate the propagation condition, Eq. 3.39 was used,
where, instead of the resistance of the total arc, the resistance of the last cell was
considered to calculate rarc. The resistance of each cell was obtained using Mayr's
equation (Eq. 3.4). Appropriate relationships were used to calculate the inductance and
capacitance of each cell. The resistance of the polluted surface was obtained using both
of Wilkins' equations (Equations 3.17 and 3.18). Finally, the arc velocity was calculated
using the Fofana et al. model (Eq. 3.37). This model was applied to AC, DC and
Impulse connected voltages [23].
3.3.4.6 The Farzaneh et al. Model for Iced Insulators
Arc propagation on an iced surface involves a different mechanism compared to
arc propagation occurring on polluted surfaces. Since an arc propagates on the surface
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of an electrolyte, however, the same theory is applicahle to modeling arc propagation on
ice-covered insulator surfaces. Farzaneh et al. presented a simplified self-consistent
dynamic model applicable to DC arc development on an ice-covered insulator [39]. The
input data of the model were the insulator geometry, ice layer parameters, and certain
initial values. The model makes it possible to predict (i) leakage current and
corresponding charges, (ii) arc channel radius, trajectory and electric stress, (iii)
propagation velocity and energy injected into the air gaps, and, (v) the DC critical
flashover voltage of an ice-covered surface. In order to carry out the modeling, the
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Figure 3.21 Equivalent circuit used for modeling arc propagation on iced surfaces [39].
In this figure, the arc channel is characterized by the impedance consisting of
resistance, Rarc, in series with inductance, Larc, and capacitance, C, between the arc tip
and the opposite electrode. These parameters vary over time in accordance with channel
characteristics and the discharge geometry. The residual ice is represented by the
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resistance Rjce. The value of the electrode voltage drop used in this model for negative
and positive arcs on the iced surface was calculated experimentally at 526 V and 799 V,
respectively.
In order to calculate the arc resistance, Rarc, the classical model of a cylinder
with a radius, r, was used:
J L
 (3-46)
where r may be obtained using the Wilkins model (cf. Eq. 3.19). The arc current
density, k, in Eq. 3.19, was determined elsewhere by Farzaneh et al. as 1.75 for DC+
and 1.67 for DC- for an arc propagating on the surface of the ice [52]. In order to
estimate the channel conductivity, the arc temperature during propagation was
considered to be constant. In the absence of a well-developed theory, and also for the
sake of simplicity, it was assumed from the outset that a relationship exists between the
supplied voltage, Vap (in kV), and the temperature T (in Kelvin), inside the arc core. A
series of simulations related to leakage distances of less than 1 m was carried out by the
authors. The simulation results showed that the arc temperature may be determined as
follows:
T = 3 . 30^ + 4140 DC- (3.47)
r = 4.90Fap+4100 DC+ (3.48)
These equations (3.47 and 3.48) revealed that less voltage is required to reach a given
temperature under DC- than under DC+. The model would therefore predict a lower
flashover voltage under DC- than under DC+ since experimental observations have
shown that DC+ arcs are hotter and thinner than DC- arcs. These experiments were
performed by Ishii et al. [80] on a physical plane model simulating an insulator
72
contaminated with sodium chloride. The residual ice surface resistance, Rice, was
calculated on the basis of the same approach used for polluted insulators [142] by taking
into account the insulator geometry and the constriction of current at the arc root. A
number of other appropriate relationships were used to calculate the arc inductance and
arc tip capacitance. The arc propagation velocity was calculated using the equation
proposed in [56] (Eq. 3.37) and the arc propagation criterion used was the Hesketh
criterion (Eq. 3.40) [72].
The simulated data were compared to those experimentally obtained using an
ice-covered insulating cylinder covered with artificial ice. The results obtained
indicated that this self-consistent model was suitable for describing the dynamic
behavior of an arc on an iced surface. The simulation results for leakage current,
propagation velocity and arc trajectory were in relatively accurate agreement with those
obtained experimentally. Figures 3.22 to 3.25 show the simulation results.
There is also satisfactory agreement between the predicted maximum withstand
voltage of a short string of five IEEE standard insulators covered with ice and the
values computed from the model. Figures 3.26 and 3.29 show the maximum withstand
voltages predicted by the model where the maximum calculated error is about 4% for
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Figure 3.26 Comparison between the critical voltages measured under DC+ for various
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Figure 3.27 Comparison between the critical voltages measured under DC- for various
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Figure 3.28 Comparison between the critical voltages measured under DC+ and those
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Figure 3.29 Comparison between the critical voltages measured under DC- with those
computed from the model.
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3.4 Recapitulation of Main Points
As regards the numerous valuable research attempts into modeling of the arc
process on conductive surfaces, it may be concluded that:
Several different models have been used in order to determine arc gradient and
conductive layer resistance;
Almost all of the static and dynamic models are based on the Obenaus concept;
Static models, in the main, make use of Ayrton's equation, since this equation
leads to a simple analytical form of the solution;
- Different investigators used a variety of values for the arc constant and the arc
component, and the range of the values used is significant;
The aim of static models is to calculate the critical flashover voltage although
they are unable, as yet, to determine the temporal evolution of arc variables;
The flashover phenomenon on polluted insulators, and under AC voltage, is
considered to occur when the applied voltage is in the vicinity of its peak value;
Most of the investigators make use of the re-ignition concept to determine the
critical flashover voltage, where this condition is purely empirical;
The only existing model that contributes to AC critical flashover voltage
calculation of ice-covered insulators is a static model;
Dynamic modeling is based on the velocity relationship and the propagation
criterion where, for each of them, several limited models have been presented to
date and used in the literature;
Very few dynamic models were presented to investigate arc phenomena on
polluted insulators. All of these models make use of the Mayr equation. Some of
these models make use of an unrealistic and often unfounded sequence of
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relationships and considerations. Only two of these models present the temporal
evolution of the variables, while the others are barely able to calculate critical
flashover voltage. The only model that compares the temporal evolution of the
arc current against experimental results was presented for DC applied voltages;
- The only dynamic model presented for studying of the arc process on ice-
covered insulators, displays satisfactory performance in simulating the arc
variables.
Hence the necessity for designing a dynamic model capable of calculating the arc
variable calculation over time, not only for ice-covered insulators, but also for polluted
insulators is justified.
CHAPTER 4
AC ARC PROCESSES AND MODELING




AC ARC PROCESS AND MODELING
ON THE SURFACE OF ICE ACCUMULATED ON
INSULATORS
4.1 The Flashover Process
A thorough understanding of all aspects of the flashover process on electrolyte
surfaces is required in order to explore the subject further. Such a task would
necessarily involve an examination of the main tenets of the physical, electrical,
mechanical, thermal and thermodynamic aspects. To the best of our knowledge, there
has been no exploratory research work carried out, to date, concerning the physical
mechanisms leading to the flashover of ice-covered insulators. With this fact in mind,
therefore, an all-inclusive study of the development of an electric arc should prove to be
timely. This type of study would include a discussion of the fundamental mechanism
leading to the inception and propagation of partial arcs and their transfer to a relatively
high current arc which may lead to flashover as well as to dielectric breakdown
conditions.
An ice layer forms in a non-uniform manner on an insulator and it is interrupted
by air gaps formed by partial arcs on ice-covered insulator strings during the icing
period [40]. These air gaps are usually created in close proximity to the electrodes
where the electric field is relatively high [138]. Ice bulk is considered to be non-
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conductive [17], whereas an increase in ambient temperature, or some other
atmospheric event such as dew, will produce a water film on the surface of accumulated
ice which tends to be conductive [40]. The temperature at the ice surface is also strongly
influenced by heat exchanges between the ice layer itself and the surrounding air, as
well as by known insulator characteristics. At standard atmospheric pressure, the
temperature inside a local arc channel is capable of reaching values higher than 4000°K
[121]. Under such conditions, the leakage current on the ice surface, at air temperatures
even below 0 °C, tends to contribute greatly to raising the temperature on the ice
surface.
The presence of a highly conductive water film on the ice surface then causes a
voltage drop along the air gaps. A number of studies, to date, have revealed that in the
presence of even a low conductive water film layer, the totality of the applied stress to
the insulator appears along the air gaps [138]. If the level of stress is higher than the air
breakdown threshold, the air gaps will break down and small luminous partial arcs will
appear along them. The initiation of corona discharge leading to the development of
partial arcs in these zones will then cause a substantial increase in leakage current [116].
Under sufficient electrical stress, arcs propagate along the ice surface forming a white
arc. When the white arc reaches a certain length, the whole insulator suddenly
undergoes complete flashover [40]. The study of the formation and maintenance of
these partial discharges may be carried out by investigating the electromagnetic field
surrounding the insulator. The above-described flashover process may be classified into
three successive stages [17]:
I- The first stage is measured from the appearance of the first water droplets on
the surface of the ice until the white arc is established, at which point the
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current peaks to a maximum of -25 mA [71]. The duration of this stage
depends mainly on the rate of the increase in air temperature.
II- The second stage starts from the instant a white arc is established and
continues to the moment when the arc starts propagating. The arc length
reaches to 45-60 % of total length of insulator [148]. The current increases to
several hundred mA, although the exact duration of this stage still remains
unclear.
III- The final stage starts when the arc begins to propagate toward the next
electrode to cause a complete flashover when the process terminates [148].
This event happens in a fraction of a quarter of a cycle when the applied
voltage is at approximately its maximum value.
These three stages are shown schematically in Figure 4.1. In the case of withstand
result, the arc extinguishes after a maximum increase in the current during the second
stage.
Figure 4.1 Different stages of arc development on an ice-covered insulator.
83
In the first stage, the ambient temperature is a significant contributing factor,
while the rate of increase in the ambient temperature may modify subsequent events
[148]. Also, the capacitive current is greater at this stage, due to the presence of air
discharges and coronas. The heat delivered from the coronas participates in producing
an additional volume of water film [148] which, in its turn, leads to increased surface
water volume, where the current increases perceptibly. Therefore, the small violet arcs
gather together to form an established white arc.
During the second stage, the arc burns freely in the air in a relatively fast-
moving undulating pattern. The heat dissipated from the burning arc appears to be a
more dominant factor in the ice-melting process, and the ambient temperature has less
influence than in the earlier stage. The rate of water flow increases as a result of ice
melting while the ice volume diminishes considerably due to the same melting, and the
ice bulk thus becomes less adhesive. The loss of the ice creates a longer air gap causing
the arc to extend to a new length. An increased surface water volume and conductivity,
as well as gradual lengthens of arc, provides less surface resistance and the current
increases as a result. Although the arc burns intensely, the duration of this stage is
relatively long, in the region of a few minutes, in which the arc temperature increases
with an increase in the arc current, which implies an increase in air conductivity which
then results in a further current increase, and so on. This positive loop results in an
intensely hot arc column and high currents, although experimental measurement of the
variation in axial arc temperature of a 2 A AC-arc in air at atmospheric pressure showed
that the arc temperature will not persist beyond 5000 °K [2] because of the heat
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exchange between the arc column and the cold ambient air. Thus it appears that there is
a form of thermal equilibrium in the arc state for relatively long periods of time.
Finally, when the surface conductivity reaches a certain value, the current
increases gradually, and if the voltage is sufficient to provide a strong enough field at
the arc tip, a sudden flashover occurs. Under AC applied voltage, this stage can take
place in the space of only one quarter of a cycle [147].
Alternating and successive losses from the thawing of ice in the second stage
may result in an ice length where the voltage source is no longer able to sustain the arc,
and the arc is thus extinguished eventually. The test results here represent an adequate
"Withstand" result.
The above-mentioned process was submitted here for the AC arc process,
although the same principle is generally applicable to DC burning arcs, where the
temperature should reach higher values as compared to the AC process.
4.2 Basic Model
An electric circuit analogue was applied in a number of distantly related research
domains such as mechanical structures and chemical processes [25]. In this type of
modeling, process elements are modeled using a corresponding electrical element. The
electrical connections represent the intrinsic connections between the original parts of
the main process variables. Ultimately, an equivalent circuit is obtained which may be
considered to behave like the original element. Thus, in this circuit, the voltage and
current of each node and branch are the exact representative of their real-life variables.
The existence of several methods developed in the field of electrical engineering makes
it possible to solve any circuit efficiently. Once the final circuit is solved by such known
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mathematical methods, the output results will represent the real values of the modeled
objects in a typical physical model.
Obenaus was the first to apply this form of modeling to simulate arc behavior on
polluted surfaces [110 and 111]. Here, the same basic idea is used for modeling arc
propagation on iced insulator surfaces. Referred to the Wilkins' model (cf. Fig. 3.18),
space charge is only situated around the arc tip. This is due to the conductive connection
between the arc and the next electrode through the conductive layer of water film. This
implies the transformation of discharge to arc state within any propagation in arc length.
This process is shown in Figure 4.2, where by transformation of discharge to arc, the












Figure 4.2 Transformation of discharge to arc during return stroke.
Thus, the arc is considered to be constituted of a resistance in series with an inductance
and it is considered that arc current is constant through all cross sections of arc column
and there is not any other leakage pathway along the arc length. The ice bulk and the
water film on its surface are considered to behave as a single resistance as was
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described elsewhere by other researchers [13, 17, 39, 50-52 and 148]. Thus for the
purpose of this study, a resistive element is used to model the ice and surface water-
film. To date, the area of the arc tip, composed of coronas and streamers, remains a not
yet fully-known quantity. In order to describe the production of electrical charges, a
capacitance is inserted in the model as shown in Figure 4.3, where the main output of
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Figure 4.3 Principal model of arc propagation on an ice-covered insulator surface.
In Figure 4.2, Vap is the voltage applied to the whole test set, Rarc and Larc are the
total arc resistance and inductance, respectively, C represents the capacitance, and Rice is
the total resistance of the unbridged iced layer.
It should be noted that the arc channel conductivity is a function of air
temperature, and that air as a medium is endowed with complex properties such as
conductivity, specific capacity, and density, which are all non-linear functions of
temperature [119]. The total resistance of a conductive surface layer is a function of its
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surface conductivity which changes dynamically during different stages of arc
propagation [40]. Recent research has revealed that the capacitance of a test object in
the form of a rod-plane is non-linear [57]. The above facts dictate the use of non-linear
and time-variant circuit elements.
The model is considered to be applicable over the entire simulation process, lasts
from the appearance of the white arc to the occurrence of total flashover, thus involving
the last two described stages (cf. Section 4.1).
By obtaining the proper relationships for calculating the circuit elements, it is
possible to solve the network equations for the entire time period covered by the target
process. The simulation of the second and third stages of the process is based on a
hypothesis which will be explained in the following sections.
4.3 Simulation Method
4.3.1 Simulation of the Second Stage
As mentioned above, the arc temperature varies during this stage, but the
maximum temperature is limited to values of about 5000 °K [2]. Due to the alternating
nature of the voltage during each period, however, the voltage varies greatly, but the
variation of the temperature curve, during a period of voltage, is negligible in the
established regime of the heat transfer between the arc column and the ambient air [95].
Since the air conductivity is a function of temperature (cf. Fig. 4.4 [99]), this confirms
that the arc is sustained in a hot tube of air of a near-constant conductivity.
Figure 4.4 Air conductivity as a function of air temperature [99].
The total arc resistance is also dependent on the arc root radius and arc length.
During this period of the test, the arc resistance is high compared to the ice and surface
water resistance. As was mentioned earlier, the arc length throughout this stage is
extended due to thawing or shedding of ice. This length may also diminish, since the arc
current attempts to flow through the least resistive path in the direction of the next
electrode.
The resistance of the ice layer is a result of the presence of a water film on the
ice surface, and the conductivity of this surface layer determines the second resistance
of the circuit. This conductivity is a function of a number of other parameters, among
which are included ice and air temperature, the applied voltage and current injected into
the channel, ice type, and applied water conductivity.
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The complexities inherent in the heat-transfer equations and the melting-ice
phenomenon made it impossible for us to establish a useful algorithm for obtaining the
temporal evolution of surface water conductivity as well as arc length and temperature
during this stage. This implies that time duration, as well as the current value,
throughout this stage may be simulated, but cannot be predicted. Thus only by having
the exact values of different variables such as arc length and temperature and surface
conductivity, the arc current may be simulated, otherwise, the prediction of the arc
current during this stage can not be carried out.
4.3.2 Simulation of the Third Stage
At the beginning of the third stage, it is necessary to determine different
parameters. The time period covered by this stage is relatively short. Experiments have
shown that, under AC applied voltage, a flashover event occurs within the last positive
quarter cycle [147]. The arc starts to propagate toward the next metallic electrode when
the minimum ice bulk resistance is obtained, if the applied voltage is high enough. In
order to calculate the flashover voltage value, the same hypothesis assumed in static
models is applied, where the whole process occurring within a cycle around the
maximum value of the applied voltage is taken into account [3 and 142]. Thus, the
applied voltage in the AC case may be regarded as constant and equal to peak
alternative voltage [142]. This is because, in AC case, the applied voltage is within 5%
of its peak value for almost 40% of the half cycle [142]. As a first approximation, the
time duration of this stage, At, is assumed to be 1.1 ms around the voltage crest time,
when the applied voltage is ±98 % of its maximum value at 60 Hz. This value for At
may be modified using experimental results.
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In order to simulate this stage, the initial values of different circuit elements are
required. If the initial arc temperature is taken as a relatively high value of 4550 °K
maximum [2] (a = 0.0006 1/Q.cm), it will ensure attaining a minimum value for critical
flashover voltage, since it results in a minimum initial arc per unit resistance. The initial
arc length is assumed to be equal to its final value which resulted form the preceding
stage. It should be noted that this length is not the same as the initial air gap length, and
also that it may become modified during the melting period [17 and 147]. Compared to
the much higher speed of the flashover mechanism and the heat transfer phenomenon on
the ice surface, the change in surface conductivity during the arc propagation stage is
negligible. Thus, its value is assumed to remain constant at latest values obtained in the
preceding stage. The initial value of the voltage applied may be determined using the
Claverie model which was proposed in order to calculate the minimum peak voltage, Vo,
able to re-ignite an arc which carries the peak current, Io, along the initial arc length, xo
(cf. 3.2.2) [22]. Using the constants proposed for ice-covered insulators, the relationship
reads as follows [40]:
V -1-™*L (4 1)
*0 - .0.5277 ^ - l '
After obtaining the peak value for the critical flashover voltage level, the real-time
modeling of the last stage (including the last quarter cycle before the propagating
period) may be repeated quasi-indefinitely. In each time step, dt (= 10"6 s, the arc
constant is assumed to be 100 /xs [123 and 131]), the voltage is applied to the circuit,
and then the current through the electric network is calculated by making use of the
initial values of all components. If propagation is to occur, the arc must be extended to a
new length. In order to evaluate whether the arc is capable of prolonging itself or not, an
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appropriate criterion must be met. This new length should be calculated as a function of
several other parameters. Thus, an adequate propagation criterion, together with the
velocity relationship, is the most important aspect of the dynamic modeling of arc
propagation. With the new length, the entire process will be repeated, and in all
iterations the criterion should consistently be met. In the case that the arc is not able to
extend further, the arc will be extinguished, which means that the applied voltage is no
longer sufficient to create the flashover, and consequently the insulator will withstand
this voltage level. In such a case, the applied voltage should be increased and all the
steps repeated once more. Meanwhile, after each increment in length, the arc length is
compared with the total arcing distance and if this length is greater, flashover takes
place and the simulation comes to halt. Since the flashover voltage has already been
calculated and will not be modified any further in this step of the simulation, the
occurrence of flashover earlier than the desired time (the duration of this stage) reveals
the high velocity of the arc. The velocity should therefore be decreased and the
simulation should be repeated in order to achieve a flashover at the expected moment.
In the case where the length is not equal to or greater than the total length, the
simulation continues up to completing this stage. If the axial arc length is still less than
the insulator length, the simulation should be repeated using a higher velocity factor.
Starting from a low velocity factor ensures the flashover event after the desired moment
is reached. The process is shown in the following flowchart (Fig. 4.5).
The input data in this flowchart are the surface conductivity of the ice and such
insulator specifications as length and radius. These data will be used to calculate the ice
layer resistance. In the flowchart, L represents the total arcing distance, and x is the
axial length of the arc.
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The output of this flowchart is the peak value of critical flashover voltage (rather
than its effective value); arc current and velocity; and, total and per unit values of arc
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Figure 4.5 Flowchart of AC modeling.











The remaining part of the modeling is for the purpose of deducing the precise
functions for arc and ice resistances, and for channel inductance as well as circuit
capacitance. By combining these equations with the propagation criterion and the
velocity equation, it will become possible to proceed with a satisfactory simulation. It
was mentioned earlier on, that several parameters such as initial arc length also need to
be derived from experimental data. These experiments will be discussed in subsequent
sections of this text.
4.4 Circuit Elements
The pertinent relationships for determining the circuit elements are essential to
successful simulation and modeling. These relationships should reflect all known
physical properties of intervening parameters. The impedance of the arc, constituted of
a resistance in series with an inductance, must take the heat transfer energy equations
into account as well as electromagnetic aspects of the channel through which the current
flows. The need for the accurate reflection of the relationship also applies to the
modeled ice layer.
An important point which should also be mentioned here is the direct connection
in the electrical network between the arc head and ice layer resistance, that is to say, the
fact that the arc head touches the ice layer. This direct connection was assumed for the
sake of simplicity, since in reality, this type of contact is not yet well-defined,
considering that this area seems to be constituted of such varied discharge phenomena
as streamers and coronas. This implies the existence of a non-uniform resistance for the
whole arc length, and a capacitive property for the arc tip. A model of a discharge head
for the spark channel has already been published [56].
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4.4.1 Ice Resistance
If an axially symmetrical insulator is covered with a thin uniform conductive
film of a constant thickness, h, and constant specific conductivity, av, then the surface
conductivity at any point of the film is defined by:
ye=(rvh (4.2)
where ye is obtained in S (= 1/fi). In order to take into account the effect of current
concentration at the arc root, Wilkins' investigations for the geometry shown in Figure
4.6, in which narrow strip (w < L) is concerned, lead to following equation [142]:






where w, (L-x), and ye are the width, arcing distance and conductivity of the conductive
layer, respectively, and r is the arc root radius.
Figure 4.6 A rectangular conductive layer in the presence of an arc.
In the case of ice-covered cylindrical insulators, the ice width is assumed
constant [13, 17, 51 and 146-148]. If the ice is thick enough, the shedding distances
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between the insulator skirts are bridged. Small shedding distances, under sufficient ice
thickness, result in an almost uniform ice surface. After this occurs, the insulator profile
has no further influence on the calculation of the ice layer resistance. For the sake of
simplicity, in almost all previous studies on ice modeling, the conductive water film on
the ice surface was replaced by an equivalent cubic volume (similar to that of Fig. 4.6),
with a constant surface conductivity, ye [13, 17, 51, 146-148]. At this point the
resistance of this water film was calculated using Wilkins' equation (Eq. 4.3), where w
is the ice layer width and (L-x) is the total length of the unbridged ice surface [13, 17,
51, 146-148]. The total ice layer resistance would then be a function of a number of
parameters, including arcing distance, ice width, water film conductivity, water film
thickness and arc channel radius and length.
Based on previous investigations, a linear relationship was established between
the applied water conductivity used and the surface conductivity at the time of flashover
[51]. This equation for AC applied voltages reads as [51]:
ye = 0.0675crw + 2.45 (4.4)
where surface conductivity, ye, is obtained in /xS and the applied water conductivity, am
is in juS/cm at 20 °C.
As regards the test setting in question, this relation (4.4) was obtained by
assuming equality between the surface resistance measured and its analytical relation
[51]. Such a relation is based on the results from a test object of relatively small length
[51]. This equation was then applied to different insulator geometries and satisfactory
results were obtained [13, 51 and 147].
In static models arc parameters are considered constant {A and n) [147], also the
arc re-ignition parameters, K and b [147]. Therefore, the use of this relationship in static
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models, affirms that the value obtained using Eq. 4.4, should be the maximum value
attainable for surface conductivity. Otherwise, flashover should occur before attaining
this value.
Here, for the sake of simplicity, this equation is used in order to calculate the
surface conductivity during the small fraction of time of arc propagation. The arc
channel root radius, r (in cm), is also calculated at each time-step according to Wilkins'
empirical model [142]:
r = (4.5)
in which A; is a constant [142]. For an AC arc propagating on an iced surface, k was
already determined experimentally and is equal to 0.875 [147]. This value of A: was
obtained using the peak values of the current [147]. As an approximation, Eq. 4.5 is
applied for determination of the arc root radius for all the values of the arc current over
the time with k = 0.875.
It should be mentioned that Wilkins' approximation was based on the following
much more complicated equation [142]:
1 + cosh:
2L
+ tan 2—sinh 2
2L 2L





A schematic simulation of these two equations (Eqs. 4.3 and 4.6), shows that the
validity of this particular approximation is no longer applicable when the arc length, x,
tends toward the total length of the conductive layer, L (cf. Fig. 4.7). Typical values for
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different parameters as insulator length, ice width, surface conductivity, and arc current
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Figure 4.7 Different Wilkins' equations for a resistance of a given specimen.
Therefore, since dynamic modeling lasts up to and including the moment when the arc




In order to determine the inductance of the discharge channel, a simplified
model for discharge in air gaps is used similar to the one proposed in [56]. In this
model, the end effects are disregarded and the inductance per unit length of the channel
larc (in H/m), is the sum of two inductances. The first part of the simplification is
deduced from the electromagnetic energy stored in the channel (or internal inductance)
and is provided by:
H£ (4.7,
while the second part, deduced from the electromagnetic field radiated by the current
flowing through the channel, is such that:
h_l4ln(Df/r)\ ,. R.
2.7Ï
The channel inductance per unit length is therefore [56]:
0.25 + ln( (4.9)
where Df represents the distance from the discharge axis at which the magnetic field is
considered to be zero. If Df is high enough for transient fields, the fractional error,
which is of the order of l/ln(D/r), will be low. For these investigations Df is set at 100
cm, a typical value already proposed in [56].
4.4.3 Capacitance
Assuming the arc channel to be cylindrical in shape, terminating in a half sphere
of radius r (arc radius), the capacitance, C, between the arc tip and the opposite
electrode is calculated as follows [56]:
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C(x, 0 = 27vsa[l + (r I(L - *))]
where a may be calculated as follows:
(4.10)
a = IL \-xlL
(4.11)
and represents the solid angle between the arc tip and the opposite electrode. The angles
a and <f> are shown in Figure 4.8.
Figure 4.8 Capacitance of the rod and finite plane geometry [56].
4.4.4 Arc Resistance
During the simulation of the second stage, the resistance of the arc is calculated




where x is the axial length of the arc, and r represents its radius.
In a previous study [39], the arc temperature was considered constant during the
propagating stage of the arc, as a working hypothesis only, in view of the fact that this
consideration is not a true reflection of reality. By increasing the current, much more
energy is injected into the channel, and the high speed at which the phenomenon occurs
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does not allow any time for heat dissipation. Thus, the arc channel temperature
increases rapidly and total flashover takes place.
Based on the physical aspects of the phenomenon, an equation, under certain
other assumptions, for calculating the arc resistance has been proposed in [99]. This
equation will be used in order to model the propagating stage of the arc in the present
model.
The energy balance for the arc channel may be written as follows [91]:
rl rr TJ d W
raj 2=U + H + — (4.13)
where H is the energy loss per second by heat conduction, U is the radiation loss term,
and W is the internal energy stored in the channel. The left hand side of the equation
represents the energy injected into the channel as a result of arc current. These
parameters depend on the number of electrons, ne, and if there is a state of thermal
equilibrium in the channel, a temperature, T, can be established so that H, W and U, will
be functions of it [8].
In order to derive an expression which would connect the electrical conductivity
of the channel with the electrical characteristics of the circuit, it may be assumed that
the discharge occurs in such a short time that radiation and heat loss by conduction are




Mayr assumed that the arc resistance per unit, rarc, is an inverse function of W, such:
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(4.15)
where C is a constant and Wo= W\t = o- Thus, the derivation over time of Eq. 4.15 may




rc dt dW dt
where:
w,
A combination of Equations 4.16 and 4.17 leads to:
1
 * - »
 AW
 (4.18)
!•„ dl W, dt
The most important hypothesis formulated by Mayr, was that, during the arc
propagation, the heat conduction rate is constant, or H—PQ. Then Equations 4.14 and
4.18 may result in a new equation, as follows:
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where T = —— is the arc de-ionization factor, which may be considered constant at 100
"o
/xs for the arcs in air [23, 123 and 131]. The constant Po should be determined by a
comparison between flashover voltage calculations and the results of the experiments.
4.5 Arc Velocity and Propagation Criterion
Because the velocity of the extension of a partial arc is dependent to a high
degree on experimental conditions, the mechanism of extension cannot be explained by
a single theory. Discharge velocity is influenced greatly by the applied voltage and
controlled by increased ionization and attachment coefficients. The complexity of an
electrical discharge increases while the discharge is taking place over an insulating
surface.
Under some assumptions it has been shown [120] that there exists a relationship
between discharge velocity and its current:
v(t) = I^Q- (4.20)
q
where q = — \I (t)dt is the average charge per unit length and can be considered
xo
constant for all practical purposes.
In order to achieve a minimum value for critical flashover voltage, Hesketh's
criterion [73] during the last period of propagation, is used as follows:
dlarjdx > 0 (4.21)
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4.6 Recapitulation of Main Points
A self-consistent dynamic model for predicting flashover phenomena was
proposed in this chapter, and in order to model the process, a flowchart was also
presented. Based on an electrical equivalent circuit, a number of relationships were
chosen to determine different variables involved in the arc phenomenon. The duration
of the propagation, àt, was assumed to be 1.1 ms, when the applied voltage is ±98% of
its peak value and then the applied voltage was considered constant during the last stage
of arc propagation. The arc resistance during the propagating stage was considered to
vary in accordance with the Mayr equation. Initial arc temperature was assumed to be a
maximum attainable value, 4550 °K, while initial arc length needs to be determined
from the experiments for initializing the model. The heat dissipation rate in the Mayr
equation will be determined based on the minimum flashover voltage obtained by
experiment. The surface conductivity at the time of flashover was calculated using an
already existing relationship. The input data to the model are insulator length, ice width
and applied water conductivity. The model is formulated in such a way to predict and
determine the critical flashover voltage and the variation of arc current and velocity
over time during the propagation stage. If the surface conductivity and arc length and
temperature are known, this model is also able to simulate the arc current for any given
cycle before propagation.
CHAPTER 5




DESCRIPTION AND IMPLEMENTATION OF
EXPERIMENTS
The necessity for designing several experiments to measure a number of
different parameters was justified earlier in the text. The initial arc length and the value
of the heat dissipation rate PQ, are among those parameters which should be determined
from experimental results. The constant, Po, may be calculated by comparing
experimental flashover test results with those of the simulations.
Several series of flashover tests were proposed in order to obtain the desired
data. Two different lengths of glass tubing cylinder, 40 and 80 cm, respectively, each
with three values of applied water conductivity, aw, set at 30, 65 and 100 /xS/cm, were
the test parameters imposed. Such a setup thus involves 6 different flashover test series.
In order to evaluate greater insulator lengths and to compare test data with those using
real-shape insulators, 2 more test sets (each containing three series) were carried out on
one unit of standard post type insulator, where the first set was applied to a total
insulator length, 103 cm, and the second set was applied to a little over half that length,
or 54 cm, with both series having the same three applied water conductivity values. The
wet-grown ice used in the experiments was accumulated without applied voltage. The
method of maximum withstand, Vws-, (and minimum flashover, VMF) voltage calculation
is the same as described in the standard IEC60507 guidelines (International
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Electrotechnical Commission) [79] and recommended in [40]. A data acquisition system
was used for the purpose of gathering current and voltage signal values. In the following
section, test facilities, test objects, and test results will all be introduced in the relevant
sequence.
5.1 Test Facilities
In order to carry out flashover experiments on ice-covered insulators, several
facilities should be prepared in advance. Besides the high voltage test sets and the data
acquisition system (DAQ), ice-making procedures require special equipment.
5.1.1 High Voltage Equipment
Considering the low estimated voltage needed for these particular experiments, a
single-phase test voltage transformer of 120 kV (maximum), 240 kVA and 60 Hz was
used. The input voltage of this equipment is 600 V. A regulator is used to make it
possible to vary the output voltage from 0 to 120 kV. The voltage increase may be
affected either manually or automatically at an approximately constant rate of 3.9 kV/s.
Since high voltage experiments on ice-covered insulators are carried out in a closed
area, and the transformer is kept outside that area, the security system set in place for
this type of experiment is of vital importance. Two circuit-breakers and an accurate
relay which interrupts the voltage instantaneously on demand are a part of this security
system. The system may be adjusted to cut off the voltage and de-energize
automatically in the case of all personnel entering any of the test areas. High voltage
bushing conducts the applied voltage through the walls of the cold climate room.
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5.1.2 Climate Room
Wet-grown ice, known as the most dangerous type [43 and 45], was used for the
experiments carried out in the present study. The ambient characteristics required to
produce this type of ice in the laboratory are shown in Table 5.1.





Ice Thickness on rotating monitoring cylinder










10 psi (70 kPa)
One of CIGELE climate rooms was used for creating the ice accumulation and
for carrying out the designated tests. This climate room is a thermally isolated room,
measuring 5.8 m><6.3 m><3.9 m, which is deemed sufficient to meet the standard
clearances required by the standard IEC60507 [79]. The room temperature is controlled
by a proportional-integral-differential (PID) controller with a precision rate of within ±
0.2 °C. This climate room is equipped with such appropriate facilities as a wind
generator and a water-droplet spray system. Super-cooled droplets are generated by
oscillating nozzles which are of the air-atomizing type. Each nozzle produces a mix of
water droplets and compressed air. The air pressure is controlled and set to remain
constant. The water flow is also controlled by flow meters. Each nozzle tip is heated by
a heating element to avoid ice blockages during ice-accumulation.
The water used to produce the droplets, and ultimately the ice, is produced by
filtration and demineralization of drinking water or regular tap water. This filtered water
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is stored in tanks before starting the accumulation process. This enables the researcher
not only to regulate the water conductivity to reflect a desired value, but also to ensure
in advance that there is enough prepared water for each test.
The wind generators are adjustable electrical fans. A high-performance
frequency-control electronic drive makes it possible to achieve the desired wind
velocity behind the nozzles (see Fig. 5.1).
Figure 5.1 Climate room.
5.1.3 Test Objects
In order to perform the experiments and to obtain the desired data, a standard
post insulator unit and a cylindrical model similar to that used in previous studies at
CIGELE [17 and 39] were chosen. Figures 5.2 and 5.3 represent a schematic diagram of
the models. The cylindrical object is constituted of three separate parts, two identical
electrodes and a glass tube. This makes it possible to do experiments on different
lengths of tube using the same electrodes. The type of glass tube used was chosen so as




















Figure 5.2 Cylindrical model used for experiments.
1 CD25.2 o n |
Figure 5.3 Post insulator unit.
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5.1.4 Data Acquisition System
Dynamic modeling of the arc leads to the temporal evolution of a number of
parameters. In order to be able to compare these curves with the ones produced
experimentally, the laboratory data should be acquired at a relatively rapid frequency. A
LabVIEW graphical software program was used to acquire high quality data. The
voltage signal was attenuated by using a capacitive voltage divider. The current signal
was transferred to a voltage signal using a low resistance shunt of 10 Q. The test signals
were connected to a measuring set through a conditioning box providing protection and
insulation. A NI-DAQ device, model PCI-6035E, was used for this purpose.
Using the LabVIEW user-interface features, a visual program was specifically
designed and developed for these experiments to acquire and save data under the
desired extension. This multi-layer program takes all the necessary test data and saves
them together in the form of numerical signal data (cf. Figs. 5.4 and 5.5).
VtlfcKJ» <kV)
Figure 5.4 Main program menu.
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Figure 5.5 Test data loading menu.
During the acquisition time, to prevent loss of data, it is stored in a buffer and
indicators show the effective values of current and voltage. The acquisition period is not
time-limited and proceeds continuously (cf. Fig. 5.6).
«r.
DAQ is running






Figure 5.6 DAQ period of program.
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A further feature of the program is the ability to display data and to analyses
them visually. Current and voltage curves may be presented in the same figure and both
signals may be observed simultaneously (cf. Fig 5.7)
2,= 25 0 50,0 75,0 100,0 1ZM> •" W2,S
Figure 5.7 Data analysis program session.
5.1.5 High-Speed Camera
A high-speed camera was used to study arc behavior during the pre-flashover
stage and to measure arc-propagation velocity during the flashover period. This camera
is able to take photos at a high velocity of up to 1000 images per second. In this mode,
the maximum time for data-saving is 3 seconds.
A schematic diagram of the entire test circuit is shown in Figure 5.8.
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Figure 5.8 Schematic diagram of test circuit.
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5.2 Test Procedure
Ice was accumulated without applied voltage, and the test object was not rotated
to simulate natural conditions. After installing the test object in front of the nozzles, an
accumulation time of 70 min was allowed for. This time duration was long enough to
produce an ice thickness of about 1.5 cm on monitoring cylinder. Four nozzles were
used and the rate of flow was 200 ml/s per nozzle. The air pressure behind the nozzles
was set at a constant 10 psi. Since the room and the test object must be in thermal
equilibrium at accumulation temperature, it was necessary to turn on the cooling system
several hours before starting the test. The water conductivity was set by adding sodium
chloride NaCl, to de-ionized water. This parameter was verified before and after each
test. Twelve series of tests were proposed involving two different insulator lengths and
three different conductivities for two different types of insulators.
Immediately after ice-accumulation, an artificial air gap of 7-8 % of the total
length of the insulator was created (cf. Fig. 5.9). The mean ice width, w, was
approximately 39 cm and 44 cm for the cylinder and the post insulator, respectively.
116
Cylinder Post insulator
Figure 5.9 Complete samples of ice and initial air gap, before
applying the voltage.
The test voltage was then applied to the test object. The whole test was carried
out at the same temperature as the room (-12°C). Operational restrictions made it
necessary to increase the voltage at the rate of 3.9 kV/s. In order to evaluate minimum
flashover voltage, VMF, the same method as previously used at CIGELE [40] was
employed. In this method, after the first useful flashover result, the voltage was
decreased by less than 5% of the nominal voltage, and then after any withstand or
flashover result, the voltage was increased or decreased once more by the same value,
or else it was maintained. Based on this method, the maximum withstand voltage is the
maximum level of applied voltage at which flashover does not occur for a minimum of
3 tests out of 4, under similar experimental conditions. For each withstand test, the
insulator is kept at the test voltage for a period of at least 15 min to ensure that no
flashover occurs during this period. The VMF then corresponds to a voltage level - 5%
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higher than the maximum withstand voltage at which 2 flashovers out of a maximum of
4 tests is produced. Clearly, for each series, at least 5 tests are required.
During each test, when the arc is strong enough, the current and voltage signals
were captured by the DAQ system and arc behavior was filmed by a high-speed camera.
The camera takes the photographs uninterruptedly and when flashover occurs the
filming process may be brought to a halt, and according to the functional mode, the
camera retains the last 3 seconds of data recorded. Meanwhile, the dripping water due to
melting ice is collected for subsequent surface conductivity measurements to be used in
the final model.
A further series of tests was carried out to study the effects of air gap length on
flashover voltage. This series was done on a 40 cm long cylinder with the same three
conductivities as used previously. The initial air gap length is 6 cm for this series.
5.3 Test Results
According to a large quantity of test data, the process of the AC flashover
phenomenon on ice-coved insulator surface occurs as follows:
After applying the test voltage, several violet discharges appear. The rate and amount of
dripping water increases and the arc becomes stronger while the current increases as
well. When the peak current level reaches about 25 mA, there are no more violet
discharges and a white arc is formed. The length of arc at this moment can reach about
15-20% of total length of the insulator. Then, the white arc lengthens gradually and its
maximum length varies under different test conditions. Maximum arc length generally
reaches about 45-60% of the total insulator length, for both types of insulators tested,
before leading to flashover (cf. Fig. 5.10). The value of this maximum length is
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independent of the first air gap length. In fact, the initial air gap length is important only
prior to the formation of the white arc. Several cycles before jumping toward the second
electrode, arc length remains constant at this maximum length. Meanwhile, water flow
increases as a result of ice melting. The conductivity of melting water reaches a certain
value, and flashover takes place abruptly once the applied voltage approaches its peak
value. Before the last propagating stage, the intensity of arc channel luminosity
oscillates with the intensity of the current, whereas the length of the arc appears to
remain constant. This means that the arc is maintained, and it flows continuously
through a volume of air.
A few cycles before arc propagation, the amount of melted water dripping from
the insulator increases gradually. The conductivity of this water is not constant and
varies according to several parameters. At the very moment of flashover, the
conductivity of dripping water reaches its maximum value, when, the arc current
increases as well and reaches several hundred mA. It was also observed that this
maximum conductivity for flashover tests is higher than withstand results, possibly due
to the more rapid melting of ice. Also, in general, time to flashover was lower for higher





Cylmder length = 40 cm
65 /xS/cm
Cylinder length = 80 cm
100/tS/cm
Figure 5.10 Ice geometry immediately after flashover.
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The results of flashover experiments, as well as typical curves for current and
voltage, will be discussed and presented in the following sections. These results will be
used later to complete and to verify the mathematical model presented.
5.3.1 Flashover Results
The flashover test results were obtained from 6 different series of experiments
on cylinders of 2 different lengths, 40 and 80 cm each, and a further 6 series on standard
post insulators of lengths 54 and 103 cm. Three different applied water conductivities of
30, 65 and 100 /iS/cm were applied. According to the evaluation method, each series
was constituted of at least 5 tests, which, under optimum conditions, contain 2
flashovers and 3 withstands. The results are shown in Figures 5.11 to 5.14, and then in
summary form in Table 5.2. The mean ice width, w, on cylinder and post insulator was
39 and 44 cm, respectively. Due to the uniform ice formation on cylinder and tested
post insulator, the arcing distance of accumulated ice was almost the same as dry arcing
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L = 40 cm
Figure 5.11 Flashover test results for L = 40 cm on a cylindrical insulator
and different applied water conductivities.
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L = 80 cm
Figure 5.12 Flashover test results for L = 80 cm on a cylindrical insulator
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VMF = L = 54 cm
Figure 5.13 Flashover test results for L= 54 cm on a post insulator and
different applied water conductivities.
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Figure 5.14 Flashover test results for L = 103 cm on a post insulator and different
applied water conductivities.
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5.3.2 Effects of Initial Air Gap Length
Three additional series of tests were done on a cylinder to study the effects of
the initial air gap on VMF- These series were carried out on a 40 cm length insulator and
three different applied water conductivities of 30, 65 and 100 /xS/cm. The air gap was
artificially created so as to encompass 15% of the total insulator length. The results are
shown in Table 5.3.
Table 5.3 Flashover results for a 40 cm cylinder and longer initial air gap in kV.







A comparison of these results with those of previous tests was made in Figure
5.15. It may be seen that, for conductivities of 65 and 100 /iS/cm, the flashover voltage
is the same as the flashover voltage of a 65 /iS/cm ordinary test, where the initial air gap










-•— 7 % air gap
-•—15% air gap
20 40 60 80
aw (/iS/cm)
100 120
Figure 5.15 Comparison of different flashover results for different initial air gap
lengths, and different applied water conductivities, aw.
For higher conductivity (100 /xS/cm), when the voltage was less than the
flashover value of 65 /iS/cm, no discharge was observed and when it was higher or
equal to this value, a sudden flashover occurred. This confirms that the flashover
voltage obtained is, in fact, the level of threshold voltage for longer artificial air gaps.
This means that the only effect of the initial air gap length is to increase the threshold
voltage for breaking down the air gap. Then, after establishing the arc along the air gap
and when melting water is present on the insulator surface, this length has no more
effect on discharge phenomena.
5.3.3 Current and Voltage Curves
When flashover takes place, current increases and goes toward short circuit
current. The study of current and voltage curves shows that the current curve contains
strong harmonics and is not purely sinuous, but also that after the appearance of the
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white arc, the peak moments of voltage and current occur almost simultaneously. The
distortion of the current curve may be due to the nonlinearity of both arc and surface-
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Figure 5.16 Typical current and voltage signals.
In all experiments, flashover occurred when the voltage signal was nearly its
maximum value. When a complete flashover occurs, the current increases while the
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Figure 5.17 Typical current and voltage signals for a flashover test.
In almost all of the experiments, the flashover (current increase) occurs within
three acquired points, which by considering a frequency of acquisition of 2400 Hz,
leads to t = 3/2400 s or almost 1.25 ms. Thus, the duration of this stage, At, is assumed
to be 1.25 ms, based on the requirement of obtaining the best curve-fitting as compared
to the experimental current curve. However, the results of next section show that this
duration is less than 1 ms.
5.3.4 Arc Length Observations
The arc behavior during the final propagation stage was observed using a high
speed camera. The filming speed was 1000 images per second which makes it possible
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to take approximately four images every quarter cycle. This filming rate was not
sufficient to measure the velocity of arc propagation, particularly during the propagation
stage, where the flashover takes place in less than 1 ms and can not be filmed using our
equipment. Therefore the arc velocity was not measured during the experiments.
Figure 5.18 shows a typical last cycle before flashover for a tested insulator. It will be
observed that, before flashover, for almost the entire period, arc length remains constant
at the same length.
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Figure 5.18 Arc behavior, before and in the
period of flashover for a 40 cm length
cylindrical insulator and applied water
conductivity of 100 fiS/cm.
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5.4 Recapitulation of Main Points
A number of experiments were carried out in order to obtain minimum flashover
voltage as well as current and voltage variation on different ice-covered insulators,
where cylindrical, as well as a post-type, insulators were involved. Two lengths and
three applied water conductivities were tested resulting in 12 series of tests. The arc
behavior during the pre-fiashover stage was observed using a high-speed camera,
however, the capacity of the camera used (1000 images per second) was not sufficient
in order to measure the arc velocity during its propagation period of time. The duration
of propagation, At, seems to be 1.25 ms. The arc was observed to be stationary for
several seconds over a length of 45-60 % of the total insulator length before flashover
occurred. The latter variable is independent of initial air gap length. The flashover
seems to occur when the dripping water conductivity reaches its maximum value and
applied voltage is in vicinity of its peak value within a cycle. The maximum
conductivity of dripping water for flashover tests is higher than withstand results. The
peak moments of arc current and applied voltage seem to be coincidence. Time to
flashover was lower for higher conductivities, than for lower ones.
CHAPTER 6







As mentioned in previous chapters, the arc heat dissipation rate, Po, in Eq. 4.19
should be based on the analysis of test result data. This chapter contains an analysis of the
test data used to calculate the above-mentioned parameter; it also includes simulation
results covering a few seconds of the pre-flashover stage; and results of the flashover stage
itself.
6.1 Pre-flashover Stage Simulation
As already defined, the second stage of arc development begins at the very moment
that a white arc is established and lasts up to the moment of arc propagation inception. The
mechanism of water film formation on the ice bulk surface and the major role it plays in the
inception of the discharge phenomenon was explained in an earlier chapter. This water film
is also a main factor in determining the resistance of the ice layer. In fact, a study of the
above phenomenon of water film evolution shows a dynamic change in the conductivity of
the surface water which is a multi-faceted function of (a) ambient temperature, (b) the
freezing process, (c) applied water conductivity, and (d) Joule heat injected by arc burning,
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among several other factors. The surface-water conductivity also changes as a function of
the applied electric field and the current which passes through the ice. All of the preceding
points make it a laborious process to identify the temporal evolution of this parameter
during the ice-melting period in the second stage. Thus, it is only by using the exact values
of different variables such as arc length, arc temperature and surface conductivity, that the
arc current may be simulated, otherwise, predicting the arc current during this stage cannot
be accomplished (cf. Section 4.3.1).
In order to simulate arc current under certain known conditions during a given cycle
in this stage, the same model as shown in Figure 4.3 is applied, then Eqs. 4.5 through 4.12
are used for calculating different circuit parameters. These equations are repeated here for
ease of consultation:
fiox 0.25
C(x, t) = 2xsa[l + (r /(L - x))]
1-1/. 1 +
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Figures 6.1 to 6.4 are presented here to illustrate model performance in predicting a
typical current cycle as it occurs a few cycles before flashover moment on cylinders and
post insulators covered with ice. The simulated current is also compared to the one obtained
from experiments.
The value of the surface conductivity may be considered constant from a few cycles
before propagation stage to the moment of flashover. This may be ascribed to the much
higher speed of the flashover mechanism, when compared to the speed of the heat transfer
phenomenon on the ice surface. Thus, surface conductivity was determined using Eq. 4.4
which reads as follows [51]:
Ye =0.0675crw+2.45 (6.7)
while the arc temperature was considered to be 4500 °K (o = 0.0005 1/Qcm) which is close
to its maximum attainable value. It was observed from the experiments (cf. Section 5.3)
that the maximum arc length before the propagation stage attains 45-60% of the total
insulator length. A shorter arc length results in a higher arc current due to higher arc
resistance per unit as compared to that of ice during the second stage. Then higher arc
current in turn results in lower arc resistance per unit. The arc length was considered to be
45% of total insulator length as a typical value for the simulations in this section. Ice layer
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resistance was calculated using Eq. 6.6, where the mean ice width was w = 39 cm for a
cylinder, and w = 44 cm for a standard post insulator.
The non-linearity of arc resistance and inductance causes a deformation in the arc
current wave when the current passes through zero. The phase difference between
simulated and experimental results involves the necessity for correcting the inductance
relationship. In fact, using Eq. 6.1 produces very small values for arc inductance so that this
factor becomes negligible compared to the resistance of the arc. This phase difference
confirms that the real inductance of the arc should be higher than the one obtained using
Eq. 6.1, at least with regard to insulator lengths of less than 1 m. The disparity between the
results of the simulated and experimental current, when the arc current approaches zero,
may be due to the use of the arc root radius equation. This equation was derived from peak
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Figure 6.2 Arc current during second stage for iced cylinder and
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Figure 6.3 Arc current during the second stage for tested post insulator and
L = 54 cm.
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Figure 6.4 Arc current during the second stage for tested post insulator and
L= 103 cm.
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Figures 6.5 shows a typical current cycle before flashover moment on a post insulator
of L = 103 cm, w = 44 cm, and applied water conductivities ranging from 30 to 100 jU,S/cm.
It may be concluded from the figure that higher applied water conductivities result in
higher arc currents before flashover. This is clearly due to the decrease in the surface
resistance.
The applied voltage here was considered constant at 105 kV per one meter of dry
arcing distance, therefore Veff~ 108.2 kV. It should be mentioned that higher applied water
conductivities lead to lower minimum flashover voltages [40]. Thus, under flashover
voltage, the difference between peak values of the current should be lower than those
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L= 103 cm, 30 < aw < 100 juS/cm, w = 44 cm, Veff= 108.2 kV
Figure 6.5 Effect of applied water conductivity, aw, on typical arc current cycle.
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Figures 6.6 shows a typical current cycle before flashover moment on a post insulator
of L = 103 cm, ow = 65 /xS/cm, and ice widths ranging from 40 to 60 cm. It may be
concluded from the figure that higher ice widths result in higher currents before flashover.
This is also due to the decrease in the surface resistance.
The applied voltage, here too, was considered constant at Veff = 108.2 kV. Since
greater ice widths result in lower minimum flashover voltages [13], the differences between
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Z,= 103 cm, aw = 65 ^tS/crn, 40 < w < 60 cm, K^= 108.2 kV
Figure 6.6 Effect of ice width, w, on typical arc current cycle.
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Figure 6.7 shows a typical current cycle before flashover on a post insulator for w =
44 and ow = 65 (iS/cm, and insulator lengths ranging from 50 to 150 cm. The applied
voltage was considered constant at Veff = 105 kV per meter of dry arcing distance, thus
causing the discharge current to remain constant.
It was observed that the minimum flashover voltage per unit decreases when
insulator lengths increase [40]. Therefore, under flashover voltage conditions, longer
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50 < L< 150 cm, aw = 65 /xS/cm, w = 44 cm, Veff= 105 kV/m
Figure 6.7 Effect of insulator length, L, on typical arc current cycle.
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6.2 Heat Dissipation Rate Calculations
The value of the heat dissipation rate, Po, should be determined by comparing the
critical flashover voltage, as calculated using the model, with results obtained by
experiment (cf. Section 4.4.4). In order to calculate this parameter, the model in Figure 4.3
and the same procedure as shown in Figure 4.5 are applied. The arc resistance is calculated
here using Eq. 4.19 as follows:
1 c
dt
_ _ /I arc arc \
~ p
(6.8)
A large number of simulations using different test characteristics produce different
values for Po. Table 6.1 shows these values in VA/cm, for different test results, where L is
indicated in centimeters and aw in /xS/cm.
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From Table 6.1, it may be concluded that:
the greater the length, the higher the Po,
the higher the applied water conductivity, aw, the higher the Po,
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This increase in Po occurs in the view of the fact that longer insulator lengths
produce colder ambient temperatures which in turn accelerate the process of heat
dissipation, and also the fact that higher ow results in higher arc currents and temperatures,
thus resulting in higher heat dissipation rates. The average of the values indicated in Table
6.1 is 296.7 VA/cm. Therefore, hereafter, Po is considered to be constant at this value for
cylinder and post insulators.
The input data for this model are insulator length, L, applied water conductivity, ow,
and ice width, w. Accordingly, the ice-covered insulator under investigation will be
considered as a rectangular ice volume covered with a conductive surface as was
considered earlier in [13, 17, 51 and 146-148] (cf. Section 4.4.1). It should be remembered
that insulators of a greater diameter tend to accumulate ice of greater width, and thus the
ice-width effect will tend to reflect the insulator diameter effect [147]. This also implies
that insulator geometry is of no great significance in calculating ice resistance, and that the
only influencing parameters are insulator length and insulator radius. The specific model
parameters are: duration of propagation, At, initial arc temperature, TO; and initial arc
length, Larc0. The output of the model includes the critical flashover voltage and the
temporal evolution of different circuit parameters such as arc current and velocity. It was
observed from the experiments that initial arc length lies between 45-60 % of the total
insulator length and that duration of propagation is almost 1.25 ms (cf. Section 5.3). It was
also mentioned that the maximum attainable initial arc temperature is 4550 °K [2].
Figures 6.8 and 6.9 each shows the effect of variations in Larc0 and TO on the critical
flashover voltage calculated. Simulation results show that even a 30% variation in the
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duration of propagation, At, will have no effect on critical voltage calculation. The
simulation input data are tabulated as follows:
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Figure 6.9 Effect of variation of Ton the calculation of flashover voltage.
It may be concluded from Figures 6.8 and 6.9 that a decrease in initial arc length or
an increase in initial arc temperature causes a corresponding decrease in critical flashover
voltage. This effect is a result of the decrease in initial arc resistance. A shorter arc length
results in a higher arc current due to higher arc resistance per unit as compared to that of ice
during the second stage. Then higher arc current in turn results in lower arc resistance per
unit. From now on in the text, the initial arc length will be considered at 45% of the total
insulator length, based on the conclusions emerging from Figure 6.8, since this value
results in a minimal value for the critical flashover voltage. In the case of this particular
simulation, the variation of the critical voltage is less than 6% due to a variation of initial
arc length. From Figure 6.9, it may be seen that the increase in initial arc temperature has
no significant effect on flashover voltage after a certain value (TO = 4550 °K). This value
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relates to the maximum air temperature attainable by the arc [2]. In general, the model is
robust in the range of the desired test data.
6.3 Calculation of Flashover Voltage
6.3.1 Comparison of the Model and Experiments
Figures 6.10 to 6.13 compare the critical flashover voltage values, Vc, obtained by
the model, with those emerging from the experiments. The error bars indicate the
percentage of error between the experimental points and the corresponding model results.
The figures show that these results are in satisfactory concordance, although the percentage













Figure 6.10 Flashover results for a 40-cm iced cylinder and different applied water














Figure 6.11 Flashover results for an 80-cm iced cylinder and different applied water











Figure 6.12 Flashover results for a 54-cm post insulator and different applied water
conductivities with 8.1% difference.
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Figure 6.13 Flashover results for a 103-cm post insulator and different applied water
conductivities with 10.3% difference.
The error in the calculation obviously is the result of assuming a constant value for
Po, since this parameter showed a considerable variation as a reason of variation in
insulator lengths, and in applied water conductivities (cf. Table 6.1). A part of the variation
in calculation of Po may be due to the use of Eq. 6.7 for calculating surface conductivity,
since the equation was based on the experimental results from a relatively short test object
[51]. This relation (Eq. 6.7) was obtained by assuming equality between the surface
resistance measured and its analytical relation, displaying a relatively high degree of error,
up to 50% [51]. This deviation confirms that the surface conductivity at the moment of
flashover is not only a function of applied water conductivity but also of further parameters.
During the experiments carried out in the context of this study, it was observed that, at the
moment of flashover, the conductivity of dripping water changes as a result of changes in
insulator length. On the other hand, this relationship is based on a concept that water film
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thickness is constant. If the length of the insulator is increased, this concept may no longer
be applicable. Thus, for more accurate calculation this relationship (Eq. 6.7) needs to be
investigated in much greater detail.
6.3.2 Present Model and Experiments Performed by Other Researchers
In order to assess the performance of the present model, it was first submitted to a
variety of test characteristics used by other researchers. The results of each of these tests
were then compared with each other.
The specific tests which were carried out within the context of this research project
encompassed a range of test characteristics relating to insulator length and applied water
conductivity. Thus model performance was only compared with the results of other
researchers when their test characteristics lay outside those of this thesis project. It will be
observed from Figures 6.14 to 6.18 that this new model displays acceptable performance
qualities.
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6.3.2.1 Cylinder and Post Insulator
Figure 6.14 shows a comparison between the results obtained by the present model
and those of the experiments [17] on a relatively small cylinder covered with a wet-grown
ice layer. The parameters submitted to testing were the insulating cylinder length, L = 30
cm, the ice width assumed to be w = 39 cm, and various applied water conductivities













Figure 6.14 Flashover results for a 30-cm iced cylinder and various applied water
conductivities.
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Figure 6.15 shows a comparison between the results obtained by the model and
those of the experiments [17] on a cylinder covered with wet-grown ice. The applied water
conductivity was aw = 80 /zS/cm, the ice width was assumed to be w = 39 cm, and different














Figure 6.15 Flashover results for applied water conductivity of 80 /xS/cm and different
cylinder lengths.
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6.3.2.2 IEEE Standard String Insulators
This section outlines the results of variation in critical flashover voltages due to the
varying of different test parameters such as insulator length, L, applied water conductivity,
aw, and wet-grown ice width, w, on IEEE standard insulator strings with an outer diameter
of 25.4 cm. The model results are also compared with the results of experiments performed
by other researchers and those of a static model [147]. In this static model, the arc constant
in the re-ignition condition, K, (cf. Section 3.2.2) was experimentally established earlier at
1118 [51]. Other arc constants, A, n and b, were set at 204.7, 0.5607 and 0.5277,
respectively [51].
Two ice samples, identical in length and width, occurring on a post insulator and on
standard insulator strings, lead to a lower minimum flashover voltage on the insulator
string. This information was compiled from a comparison between the data available in
[31] and [45]. Thus, the heat dissipation rate, Po, for insulator strings should be lower than
the rate obtained for post insulators. This may be due to the fact that arcs on post insulators
burn in an air-and-vapor medium which increases the heat exchange rate between the arc
and the medium itself. On the other hand, arcs on string insulators burn from beneath the
ice sample, so the vapor around the arc space is much less intense, causing the heat
exchange rate to be lower. A large number of simulations showed that the heat dissipation
rate, Po, for this type of insulator should be considered at 191.2 VA/cm which will be used
throughout this section. It should be mentioned that all experimental results here were
obtained from wet-grown ice accumulated under 105 kV/m of electric stress.
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Effects of L: Figure 6.16 shows the simulation results of critical flashover voltages
for different dry arcing distances on an ice width of w - 46.2 cm (cf. [51]), and ow = 80
^S/cm. The experimental results were taken from [44], where 1 to 6 units of IEEE insulator
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Figure 6.16 Calculated and experimental critical voltages of 1 to 6 units of IEEE standard
strings for w = 46.2 cm and aw = 80 /xS/cm.
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Effects of aw: The model was also applied to a string of 5 units of IEEE standard
insulators where different applied water conductivities were tested. The wet-grown ice
layer was considered to be 46.2 cm wide and the arcing distance, L, was considered to be
80.9 cm [51]. The experimental results as well as the values calculated by the static model
are presented in Figure 6.17.
A noticeable decrease in the flashover voltage resulting from an increase in the applied
water conductivity may be observed for conductivities of less than 100 /iS/cm, whereas for













Figure 6.17 Calculated and experimental critical voltages for 5 units of IEEE standard
insulators and different applied water conductivities.
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Effects of n>: Figure 6.18 shows the simulation results of different wet-grown ice
widths on 5 units of IEEE standard insulators with a length of L = 80.9 cm, and aw = 80
[iS/cm. The results of the dynamic model are presented together with static and
experimental results [13].
An observable decrease in the flashover voltage with an increase in ice width may
be seen for w of less than 30 cm, whereas this decrease becomes less significant for higher
values of w. It should be remembered that the parameter w is proportional to the insulator
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Figure 6.18 Calculated and experimental critical voltages of 5 units of IEEE standard
insulator strings and different ice widths.
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6.4 Simulation of the Propagation Stage
6.4.1 Arc Current Comparison
This section outlines the comparison between experimental measurements of arc
current and those obtained by the model during the last quarter cycle. A study of
experimental results showed that, in most cases, the arc starts to propagate and flashover
takes place when the applied voltage approaches its peak value (cf. Section 5.3.3). Before
this moment, which belongs in the second stage, the simulation is being run under the same
assumptions as those prevailing in Section 6.1, except that the arc temperature is assumed
to be at its maximum possible value of T = 4550°K (a = 0.0006 1/Q.cm). Then, when the
voltage begins to approach its peak value, the current is calculated using the same
assumptions as those explained in Section 6.1. The duration of this final propagation stage
was assumed to be 1.25 ms (cf. Section 5.3.3). The reason for choosing this time value was
based on the requirement of obtaining the best curve-fitting as compared to the
experimental current curve. Also, as mentioned earlier, a ±30% variation of this parameter
has no influence on flashover voltage calculations.
Figures 6.19 and 6.20 show a number of comparisons between the measured and
simulated currents occurring in the last quarter cycle. In each case, the first part of the
curve {t < 3.54 ms) belongs in the second stage, up to the moment that the applied voltage
rises to 97.2% of its peak value, or t = 3.54 ms, while the second part of the curve (3.54 ms
< t < 4.79 ms) belongs in the third stage or arc propagation stage.
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A satisfactory agreement will be observed between the simulated and experimental
currents shown in the figures, although the voltage applied in the simulation was
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In this section, three different series of simulations are carried out, where each
series is run for the purpose of studying the effects of one out of the three main parameters
(L, w or ow) on arc dynamic characteristics. These characteristics are current, velocity,
resistance per unit, and temperature of the arc during the propagation stage. The test object
is a post insulator covered with wet-grown ice. Test settings are indicated in Table 6.3.
















It should be mentioned here that the simulation is run under the assumption that
there is no external impedance in the test circuit of the arc, and that the voltage source may
deliver currents of up to several amperes without any significant effect on applied voltage.
Also, each simulation was carried out under the critical flashover voltage obtained by the




Figure 6.21 shows the effects of the three above-mentioned parameters on arc
current during the propagation stage. It may be concluded from the figure that, for the range
of characteristics tested, longer insulator lengths result in a higher current during
propagation. This tendency was also observed for electrical breakdown in air gaps [114].
Such an effect may result from using a constant value for the heat dissipation rate. It was
observed (cf. Section 6.2) that longer insulators lead to higher values of the heat dissipation
rate. Therefore, using a constant value for different insulator lengths will result in a low
heat dissipation rate for longer insulators. This in turn will result in higher currents.
An increase in the arc current with an increase in applied water conductivity and ice
width (or insulator radius) may also be observed. This is obviously due to a decrease in the
resistance of the unbridged ice layer.
The effect of variation in the ice width will be seen to be less when compared to that
of variation in applied water conductivity. Such an effect is due to a lower variation in the
resistance of the residual ice layer. In fact, for a particular value of current and arc length,
the variation of ice width of 20 to 50 cm has much less effect than the variation of applied
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Figure 6.21 Arc current for different simulation series.
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6.4.2.2 Arc Velocity
Figure 6.22 indicates the effects of the above-mentioned parameters on arc velocity,
from which it may be concluded that, for the range of characteristics tested, longer insulator
lengths result in higher maximum velocities during arc propagation. This tendency was also
observed for electrical breakdown in air gaps [114]. Wider ice bands and higher applied
water conductivities will also result in higher maximum velocities.
It should be noted that, on the basis of the model flowchart, the arc propagation
period is to be considered constant for all of the simulations carried out. Also, based on the
relationship used for arc velocity calculation (Eq. 4.20), this velocity is proportional to the
arc current during its propagation. The factor of proportionality is adjusted by the model in
such a way as to cause the arc to reach the other electrode within the desired period.
The variation in arc velocity may be explained on the basis of the above-mentioned
concepts. Where greater insulator lengths are concerned, not only is the arc current higher
than for shorter insulators, but also the arc must propagate more rapidly in order to cover a
greater distance within the same time interval. In the case of similar lengths, as in series 2
and 3, the higher arc current at the end of arc propagation will lead to higher velocities;
therefore the arc velocity must be less at the beginning of the propagation, in order to
compensate for this effect.
In practical cases, a camera speed of at least 6000-8000 frames per second is
required for recording arc behavior to measure the arc velocity, even though the applied
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Figure 6.22 Arc velocities for différent simulation series.
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6.4.2.3 Arc Resistance per Unit
The effects of the various parameters on arc resistance per unit are shown in Figure
6.23. It should be noted that the initial arc resistance per unit is a function of a number of
parameters (cf. Section 4.4.4). Generally speaking, lower applied voltages, greater insulator
lengths, lower applied water conductivities, and lower ice widths will each result in lower
initial arc currents. A lower initial arc current results in a higher initial arc resistance
considering that the initial arc temperature was assumed to be constant. This tendency will
be observed in the figure for the range of characteristics tested. Then, as a result of
applying the Mayr equation, higher arc currents will result in a further decrease in arc
resistance per unit during arc propagation. In view of the results shown in Figure 6.21, it
may be concluded that longer insulator lengths, higher applied water conductivities, and
greater ice widths, should result in a further decrease in arc resistance per unit, as will be
seen in Figure 6.23.
As may also be observed, applying various test characteristics for a relatively wide
range of data will result in an initial arc resistance per unit of between 6000-7000 0/cm.
Approximate median values, lying in the central range of the quoted parameter, have
already been used by other researchers for the simulation of arc behavior on polluted
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During the propagation stage, the arc temperature is assumed to start from an initial
value of 4600°K. Considering the classical equation for arc resistance, Rarc=—~-, together
crTIT1
with the one for arc radius, At)-A———, a relationship for calculating equivalent arc
W
 V 0.875TT
conductivity may be obtained as follows:
arc arc
This equivalent conductivity may be calculated using the already-obtained values of arc
resistance per unit, rarc, and arc current, Iarc. The arc temperature during this stage may then
be estimated on the basis of Figure 4.4.
The values of arc current and arc resistance per unit will determine the value of arc
temperature based on Eq. 6.9. It is expected that higher arc currents, however, will lead to
higher arc temperatures due to the higher energy injected into the channel. This increase in
temperature may be seen in Figure 6.24 for the range of data tested.
The decrease in arc temperature, when the arc length approaches the total insulator
length, i.e. when flashover takes place and the current goes towards infinity, may be a result
of applying Eq. 6.5. Based on this equation, the radius of the arc channel is proportional to
the square root of the arc current. Thus, for very high currents, this relationship will lead to
very high arc radii, while the energy injected into the channel may no longer be sufficient to
maintain the arc temperature at high values. It should be mentioned that Eq. 6.5, which is
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the equation of arc radius, was derived from the peak values of arc current [147], and may
thus not be applicable to all instants of a cycle.
It should be noted that, at the particular time interval under discussion, the arc
temperature decreases, although the arc current increases. Thus, the decrease in arc
temperature does not affect the arc propagation criterion, since arc resistance per unit is
already at very low values. With regard to the range of the data tested, it will also be


























































Figure 6.24 Arc temperatures for différent simulation series.
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6.4.2.5 E-I Arc Characteristics
It would be useful to evaluate the arc gradient against the arc current using
simulated data obtained from dynamic modeling during the final arc propagation stage.
Figure 6.25 indicates the E-I curve of the arc for the regions of current which are of
particular interest to researchers. For higher currents, the arc gradient increases due to the
increase in the arc current. This tendency may also be observed when applying alternative
mathematical approaches for solving the arc heat-transfer equations [55 and 75].
The arc resistance per unit decreases with an increase in arc length, ice width and
applied water conductivity, as was explained in Section 6.5.2.3. The tendency of the arc
gradient to decrease with an increase in the arc current due to the preceding effect may be
observed in the range of the data tested.
A regression on all the data obtained to present the dynamic E-I curve of the arc in the
form of Ayrton's equation, will result in the following:
Earc = 475.09C7098 (6.10)
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Figure 6.25 E-I arc characteristics for different simulation series.
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6.5 Recapitulation of Main Points
The model presented in previous chapters was applied to the experimental results
obtained previously. The heat-dissipation rate of the arc was considered to increase linearly
as a function of an increase in applied voltage. In order to decrease the calculation error of
the critical flashover voltage, an alternative relationship for calculating surface conductivity
was found to be of greater reliability than the already established equation. The lower initial
length of the arc results in lower critical voltages, thus the initial arc length was considered
to be 45% of the total insulator length. A 30% variation in the propagation duration, At, has
no significant effect on critical flashover calculation. The model predicts the critical
voltage, in a satisfactory manner, for the range of the data tested. It also reflects,
consistently, the effects of variation in the input test data of insulator length, applied water
conductivity and ice width (or insulator diameter). Also, the arc current during the
propagation stage was compared to that of the experiment, and the model was found to be
adequate for predicting this current. The effects of variation on different test parameters,
such as insulator length, ice width and applied water conductivity, during the arc







One of the consequences of ice and snow accretion on power network equipment is
a reduction in the electrical performance of high voltage insulators with the resulting power
outages. The present study, carried out within the framework of CIGELE/INGIVRE at
UQAC, aims at developing an AC self-consistent dynamic model with which to determine
the temporal evolution throughout the propagation period of several significant parameters
including current, velocity, and resistance of the arc. A number of experiments based on
different insulator lengths and applied water conductivities were carried out in order to
fine-tune different model parameters and to validate the performance of the model.
Visual observation of the experimental data led to formulating a hypothesis for a
number of successive phenomena which lead to the flashover of ice-covered insulator
surfaces. In this hypothesis, the calculation of flashover will be based on the concept that
arc propagation takes place within a small fraction of time, that is to say, at the very instant
when the applied voltage is close to its peak value. Thus, applied voltage during the
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propagation period may be considered constant at its peak value. The initial value of the arc
temperature is considered constant at 4550°K; the arc velocity is determined by a
proportional factor of the arc current; and, arc resistance is calculated using the Mayr
equation. The arc propagation will then take place if the arc elongation results in a higher
current passing through the arc channel.
The minimum flashover voltages were obtained for two different types of
insulators, involving 4 different lengths, each with three different applied water
conductivities. The results obtained show that the flashover voltage decreases, the further
the applied water conductivity increases. The flashover voltage per unit decreases with an
increase in insulator length.
Based on experiments carried out for the specific test parameters under
investigation:
1- The arc appears to remain stationary over a particular length before starting its
propagating elongation. This length was measured and found to fall within 45-60% of the
total length of the insulator independently of the initial air gap length.
2- The duration of the propagation period was considered to be 1.25 ms for various
lengths and applied water conductivities. Flashover generally occurs when the applied
voltage is in the vicinity of its peak value.
3- Time to flashover was measured and seems to be lower for higher applied water
conductivities.
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4- Due to the high speed of arc propagation, the camera speed of 1000 images per
second was insufficient for measuring the arc speed with any precision during propagation.
5- An analysis of the flashover voltages obtained led to determining a particular value
for the heat dissipation rate of the arc during its propagation stage under the experimental
conditions tested. This value was calculated at 296.7 VA/cm for cylinders and post
insulators.
As tested in the present study:-
6- The critical flashover voltage values predicted by the model respond in an
inherently cohesive manner to the variation of the main affecting parameters such as
applied water conductivity, insulator length and radius.
7- A higher freezing conductivity, shorter insulator length, or greater insulator
diameter will each result in a lower critical flashover voltage.
8- The critical voltage per unit decreases with an increase in the insulator length. The
effects of the variation in model parameters such as initial air temperature, initial arc length
and propagation duration were studied and discussed.
9- The higher initial air temperatures and lower initial arc lengths each result in lower
calculated critical voltages.
10- A 30% variation in propagation duration has no significant effect on the calculated
critical voltage.
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The critical flashover voltages obtained by the model were discussed and evaluated in the
light of those obtained by other authors and an already existing static model.
Based on simulations and/or experimental results obtained during the pre-flashover
stage, and when constant voltages per unit are applied:
11- Higher applied water conductivities and greater insulator diameters will result in
higher maximum currents.
12- During this period, maximum current seems to remain unchanged for various
insulator lengths when the applied water conductivity, ice width and applied voltage per
unit are maintained constant.
Based on the simulation results alone, and in the range of the data tested, the following
conclusions are valid for the propagation stage:-
13- Greater insulator lengths, greater insulator diameters and higher applied water
conductivities result in higher arc currents which will subsequently result in higher arc
velocities, lower arc resistances per unit and lastly, higher arc temperatures.
14- Even when the arc length extends to include the total insulator length, the arc
temperature seems to be limited to values of less than 5000°K.
15- The arc velocity, at the end of its propagation, may attain several hundred metres
per second.
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16- During the propagation stage, when re-ignition is assumed to occur no longer, the
arc gradient equation may be presented in the form of Ayrton's equation, for a certain range
of arc currents.
7.2 Future Trends
The aim of this type of project is to establish an all-inclusive model capable of
describing the entire process of surface ice formation, arc initiation and propagation, with
its subsequent complete flashover of insulators. In this regard, future tendencies based on
this project may include investigation and modeling of several different stages of the total
phenomenon, such as ice accretion under applied voltage, water film formation and
initiation of partial arcs and their transition to an established arc. Particular
recommendations involving the present model may be listed as follows:
1- A primary recommendation might involve re-adjusting the model by carrying out
several different series of experiments on real insulators of different lengths and diameters
with a variety of applied water conductivities.
2- It is also proposed that arc temperatures be measured during the pre-flashover and
propagation stages by means of appropriate equipment, and that the model results then be
verified against experimental values.
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3- It is also proposed that, by taking into account the different parameters involved in
the ice-bulk heat transfer phenomenon, an analytical relationship be established in order to
determine the temporal evolution of surface water conductivity and water film thickness
during the pre-flashover stage. Such equations are of paramount importance in predicting
the time-to-flashover from the moment that a white arc is established up to the instant of
complete flashover. Such a study could then be used in order to determine the surface
conductivity at the very moment of flashover.
4- It is also proposed that, during the pre-flashover stage, the above-mentioned
equations be combined with the heat transfer equations of the arc, thereby leading to the
creation of an analytical formula which would result in arc temperature calculations and to
an analytical explanation for the values of maximum attainable arc lengths. The arc radius
relationship as well as the re-ignition aspect would thus be covered.
5- It is also proposed that, in order to verify the values obtained from the model for arc
velocity, the phenomenon be monitored using ultra-high-speed cameras filming at a rate of
at least 6000 frames per second.
6- It is also proposed that, during the propagation stage, At, be measured using a
sufficiently powerful test-set capable of delivering higher currents without the concurrent
voltage drop.
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7- It is also proposed that a specific study be carried out drawing a more exhaustive
comparison between model and experimental results by taking the effects of source
impedance into account in the model.
8- It is also proposed that a new model be created for describing arc properties as they
arise during the arc propagating stage. Although the Mayr equation results in satisfactory
values, it was first introduced to model arc behaviour in circuit breakers and may not
therefore cover all aspects of surface flashover; also, the simplification of arc phenomena
that Mayr assumed in order to establish his model (cf. Section 4.4.4), may render its
application unsuitable for a propagating arc.
9- It is also proposed that heat dissipation rate, Po, be modified based on results from
flashover tests under pollution, in order to make the model applicable to the polluted
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